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§ 2 o o (n CONTRACTOR TO INSTALL FOOTING FOR
I S STREET LIGHT.
| . o S /\  PUBLIC UTILITY TO INSTALL AND CONNECT
STREET LIGHT LEGEND
| STREET LIGHT ELECTROLIER
CONCRETE. STANDARD 31°-3" PER ITEM S—8,
/N LUMINAIRE 200W H.P.S. PER ITEM H—4, EET LIGHT NOTES
70 BE FURNISHED WITH LE.S. TYPE I, MEDIUM Sl H HI IE
SEMI—CUT: OFF LIGHT DISTRIBUTION.
,‘;j';‘g’;f gg%r//;o? 5',4 LIZEIL/?DE;E%G?—}% AgD UCS—801 1. ALL FACILITIES INSTALLED BY THE CONTRACTOR SHALL BE INSPECTED AND APPROVED BY
' | THE PUBLIC UTILITIES DEPARTMENT CONSTRUCTION INSPECTOR (PH. 782-5429). ANY CHANGES
SHALL BE APPROVED BY THE DEPARTMENT PRIOR TO EXECUTION. THE CONTRACTOR SHALL BE | S
RESPONSIBLE FOR COORDINATING ALL PHASES OF CONSTRUCTION WITH THE DEPT. <
— CONSTRUCTION INSPECTOR AND DEPT. CONSTRUCTION SUPERINTENDANT (PH. 351—6173).  VICINITY
A EXISTING CONCRETE POST TOP STANDARD 2. PROVIDE AND INSTALL ALL STREET LIGHT FACILITIES SHOWN - | ——
INCLUDING STREET LIGHT CABLE, AS SHOWN IN CONFORMANCE WITt THE
OLLOWING STANDARD DRAWINGS: UGS—800, 801, & STR IGHT SPECIFICATION. #2—6.
NEW _CONCRETE_POST TOP_ELECIROLIER L o ¢5-800 EET LIGHT SPECIFICATION $2-6
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| . ORE INSTALLATION O
3 EXISTING STREET LIGHT SERVICE BOX SIDEWALKS, AND DRIVE APRONS.
. " » ” : 4. INSTALL A WATERPROOF "IN—LINE® FUSE HOLDER ON THE PHASE LEG CONDUCTOR(S) IN
DETAILS FOR POST TOP STREET LIGHTS L] ELECIRIC SERVICE BOX (10°X 17°X 127) THE BASE OF EACH STREET LIGHT STANDARD. FUSE HOLDER TO BE "BUSSMAN TRON" HHEB
! PER ITEM # P—1 OF UGS-800 (CONCRETE ONLY) _ COMPATIBLE WITH SIZE AND TYPE OF WIRE, WITH A "BUSSMAN” FNM 10 AMP 250V FUSE OR
| o SoHLE INSTALL PER UGS-320 APPROVED EQUAL. |
MARK INSTALLATION DATE ON PHOTO CONTROLS AND LAMPS AS PROVIDED FOR BY MFGR.
| 1” RIGID PLASTIC (DB) CONDUIT W/ 2—#8 CU f
‘ Globe =TT 00V CABLES (UNL( Esé WHERE NO{ED ) # 6. THIS PLAN IS ACCURATE FOR STREET LIGHT FACILITIES ONLY. SEE STREET IMPROVEMENT
: PLAN R-3419 Fo/(? STREET IMPROVEMENT DETAILS.
| / , 7. STREET LIGHT SERVICE POINTS ARE 2 WIRE 240V. SYSTEM, UNLESS OTHERWISE NOTED.

. FEED POINTS ARE TO BE CONFIRMED AT TIME OF CONSTRUCTION.
H.P. Sodium lamp |

—— Post lop ballast assembly
Capitol [YPICAL POST TOP LIGHT
UUU (complete with button photo control)
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[TEM SCHEDULE FOR POST TOP STREET LIGHT

STANDARD CROSS SECTION

Concrete Standard
- 117 top diomet et a1y o SRR POST TOP LUMINAIRE |
° op diameter approx. heig " : NO SCALE
l . Wiring the light standard shall MANUFACTURER __|QTY | HI. DESCRIPTION MANUFACTURER'S CATALOG NUMBER .
"L‘Zﬁdfngﬁgggﬂg c'ggggct?fn;hfo pt‘f’:f King Luminaire 1 Complete with RIV—K199E—EPR—Il1—150—HPS—240—
photo con(rbv/; atnd post top Company Inc. ggglc/aiz.gus}éczgf, [yl‘iOW KW9E—-PBC—BLK
allias(s. ) .
) ballost assembly, and
DOOR OPENING 10 N A » I
FACE STREET SIDE— g Antique St. Lamp Cast gluminum <apital | anmQue - RSL30/ cc — sam 150/240 - IIT
’ ’ photocell. : .
CONCRETE :
, : ‘ CONCRETE STANDARD
= iX/gg%g_RCURB /-GRADE MANUFACTURER __l0TY | HL DESCRIPTION MANUFACTURER'S CATALOG NUMBER .
. P : 1 |15°1"| Concrete Aggregate | 20CT15-853 (must specify luminaire to get
= ‘ == Ameron Inc. Pole ) with ngfﬁ'(l—feSiStant correct adaptor p/ate) ’
Products Division. surface and adaptor REF. PW. DWG: R-3419
A . |plate w/_w?h /ﬁts_thg :
. . —— appropriate luminaire. .
ALL Material for Post Top St. Lt. provided 3 X 22',, ANCHOR, L DISTRIBUTED THRU:| STREET LIGHTING FOR: .
and installed by the contractor ) bolt circle ﬁi [~ ,ga/c;'fic/ l.c/'ghting . ' C OM ME R CE S r R E E r c UL _DE —SA C
. . . . s ales Inc:
, (Field Clonf/rm Bolt Circle) 3 \ C,;N%r (714)752-3085 \\ MISSION INN. TO 9TH STREET ”
Lo . ' - r=ae0 ™ oomwcuez | CITY OF RIVERSIDE
, . Anchor Bolts | - | HIGH PRESSURE SODIUM LAMP e 771-09-95 | N[ DEPARTMENT OF PUBLIC UTILITIES
¢ (3/4" x 24" long mounting B N MANUFACTURERS | _@IY | DESCRIPTION SIZE MANUFACTURER'S CATALOG NUMBER , LS. NO. | aPrRoVED ] /- 7 DRAWING NO.
bolts and nuts) ? I 3 i GE Sylvanio ) 11-20 A @(J DIV.
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