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SPECIAL PROVISIONS

INTRODUCTION:  The City of Riverside Public Works Department requires 
Contractors/Applicants/Residents comply with the Riverside Municipal Code 
(RMC) when performing work or traffic control within the City Right-of-Way.  An 
Encroachment, Construction and/or Street Opening Permit is required when 
working within the Public Right-of-Way.  The format of these Special Provisions 
follows the 2012 Edition of the "STANDARD SPECIFICATIONS FOR PUBLIC WORKS 
CONSTRUCTION".  These Special Provisions supplement, modify and take 
precedence over the Standard Specifications. The Standard Specifications are 
hereby amended and supplemented as follows: 
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PART 1 
GENERAL PROVISIONS 

 
SECTION 1 

TERMS, DEFINITIONS, ABBREVIATIONS, UNITS OF MEASURE, AND SYMBOLS 
 
1-2 TERMS AND DEFINITIONS   
 

Agency/City or State The City of Riverside.  
 
As-Builts  Revisions and dimensions of final 

construction of the approved construction 
plans and or details. 

 
Base Course  The layer(s) of pavement placed between 

the surface course and the subgrade.  
 

Board  The City Council of the City of Riverside. 
 
Director  Director of Public Works. 
 
City Engineer  The City Engineer or his designee. 
 
Inspector  The representative of the City Engineer who 

is assigned to inspect conformance of the 
work in accordance with Plans and 
Specifications. 

 
Overlay  A supplemental surface course placed on 

an existing pavement to improve its surface 
conformation or to increase its strength. 

 
Private Engineer  (If applicable) the engineer who has 

prepared and has signed the Plans. 
 
Right-of-Way  (ROW) Includes City of Riverside Public 

Rights-of-Way and City of Riverside Public 
Easements. 

 
RFI  Request for Information.   
 
Sewer Lateral  House Connection Sewer. 
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Standard Plans  City of Riverside Standard Drawings for 
Construction. 

 
Standard Specifications 2012 edition of the Standard Specifications 

for Public Works Construction. 
 
Surface Course  The top layer of pavement designed to 

provide structural value and/or a surface 
resistant to traffic abrasion. 

 
Traveled Way  That portion of the roadway reserved for the 

movement of vehicles for the general 
public, exclusive of shoulders and auxiliary 
lanes. Where traffic has been diverted or 
restricted to certain lanes, with the approval 
of the City Engineer, these diversions or 
restricted lanes become the traveled way. 

 
1-3 ABBREVIATIONS 
 

ARHM-GG  Asphalt Rubber Hot Mix- Gap Graded  
DGAC  Dense Graded Asphalt Concrete  
R & R  Remove and Replace  
ROW  Right-Of-Way 
Std. Specs.  Standard Specifications 

 
The abbreviations shown on Standard Drawing may also apply. 

 
1-5 SYMBOLS 
 

The symbols shown on Standard Drawing may also apply.  
 

SECTION 2 
SCOPE AND CONTROL OF THE WORK 

 
NOTE: 
MORATORIUM:  THE CITY OF RIVERSIDE HAS A THREE (3) YEAR MORATORIUM ON ALL NEWLY 
OVERLAYED STREETS.  WHEN STREET SEGMENTS FALL UNDER A MORATORIUM, NO 
CONSTRUCTION WORK SHALL COMMENCE.  IF AN APPLICANT IS PERMITTED TO WORK 
WITHIN THE MORATORIUM LIMITS, REFURBISHMENT OF THE ASPHALT AND STRIPING LIMITS 
SHALL BE GREATER. 
 
2-1 AWARD AND EXECUTION OF THE CONTRACT 
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2-1.1 Contractor Customer Service Standards.  When a Contractor is 
working within the Public Right-of-Way, the Contractor shall at all times 
represent the City in a professional, friendly manner, and will be required to 
comply with the requirements of the City of Riverside Contractor Service 
Standards. 
 
 2-1.7.1  Contractor's License.   

 
All contractors and/or sub-contractors of any trade must be properly 
licensed to perform the work within the public right-of-way in 
accordance with the provisions of Chapter 9 of Division 3 of the 
Business and Professions Code and the Rules and Procedures of the 
California State Contractor's License Board and in good standing 
with the Board. Proof of such license shall be provided as required by 
Business and Professions Code Section 7031.5.  Failure to be so 
licensed shall result in rejection of all work, and permit(s) revoked. 

 
2-3 SUBCONTRACTS  
 

2-3.1.1  Subcontractor licenses. All Permitees shall provide a list of 
contractors working on their project along with their City of Riverside 
Business license and Contractor’s license. 

 
2-5 PLANS AND SPECIFICATIONS  
 

2-5.1 General  
 

2-5.1.1  Standard Specifications.  The work embraced herein shall be 
done in accordance with the provisions of the STANDARD 
SPECIFICATIONS FOR PUBLIC WORKS CONSTRUCTION, 2012 Edition, 
written by Public Works Standards, Inc., insofar as the same may 
apply, which specifications are hereinafter referred to as the 
Standard Specifications, and as modified herein, City of Riverside 
Municipal Code (RMC), Federal Clean Water Act, Caltrans, etc. shall 
also apply when constructing or performing any work within the 
Public Right-of-Way.  

 
Where reference is made to the “Standard Plans”, the City of 
Riverside “Standard Drawings for Construction” shall apply.  

 
2-5.3 Submittals. Submittals are required for ANY materials that are 
expected to be used in the public right-of-way.  No work or purchasing of 
materials shall commence unless the Applicant has received written 
approval on a materials submittal.  
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2-5.3.2  Working Drawings.  Working drawings, when required, need 
not be reproducible unless specified herein. 

 
2-5.3.3  Shop Drawings.  Shop drawings, when required, need not be 
reproducible unless specified herein. A minimum of four (4) copies 
shall be submitted for approval by the City Engineer or his designee.  
The Contractor shall submit shop drawings for diverting sewer flows 
when remodeling existing structures and when connecting proposed 
structures to the existing sewer.  The Contractor shall submit shop 
drawings for the Spill Containment Plan required in Section 7-8.5.3.1 
of these Special Provisions. 

 
2-9 SURVEYING  
 
The City does not provide survey. However, four (4) copies of cut-sheets, survey 
correspondence from developers shall be turned over to the Public Works 
Inspector upon request.  
 

2-9.1  Permanent Survey Markers.  The Contractor shall be responsible for 
preserving all survey monuments during construction of the project.  If any 
survey monument is disturbed or destroyed due to the construction, it will 
be the Contractor’s responsibility to reestablish the monument.  The work 
shall be performed by a professional engineer or a land surveyor, licensed 
by the State of California to perform such work.  Such licensed engineer or 
land surveyor shall be responsible for filing Corner Record Forms referencing 
survey monuments subject to disturbance in the Office of the County 
Surveyor prior to start of construction and also prior to completion of 
construction for the replacement of survey monuments. 

 
2-9.2   Survey Service.  The Applicant shall be responsible for the 
performance of all surveying required for the construction of the project.  
All plans, descriptions and calculations related to surveying, including 
grade sheets, shall be signed and stamped by the Contractor’s Land 
Surveyor, or Professional Engineer authorized by the State of California to 
practice land surveying. Grade sheets shall be submitted to the City 
Engineer for review and final release at least two working days prior to the 
start of the work requiring the grade sheets. No construction on the work 
requiring the grade sheets shall take place without City approval and or 
release of the grade sheets from the City Engineer. 

 
The Contractor’s Land Surveyor, or Professional Engineer authorized by the 
State of California to practice land surveying, shall upon completion of 
construction be required to submit final certification that the project has 
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been constructed in substantial conformance with the plans and any 
approved alterations thereof. 

2-11 INSPECTION

2-11.1  Inspection Scheduling.  Inspection will be provided Monday through
Friday, excluding City holidays. When the Contractor’s operations or public
safety requires inspection beyond the regular work hours or work days, the
cost of the additional inspection shall be borne by the Contractor and shall
be billed accordingly.

A pre-construction  site meeting is required with a Public Works Construction 
Inspector prior to commencement of ANY work.  The applicant shall submit 
an inspection request for the meeting at  

http://www.riversideca.gov/publicworks/engineering/scheduling/ 

At any time when working within the Public Right-of-Way (ROW) such as 
excavating, pulling conductors, placing traffic control, overhead work or 
underground work, tree trimming, final inspections, etc., the applicant shall 
give notification to the City of Riverside, Public Works Department 48 hrs. 
using the online web-scheduler at  

http://www.riversideca.gov/publicworks/engineering/scheduling/ 

Prior to any applicant requesting inspections outside and or beyond regular 
working hours, the applicant shall obtain written approval from the City 
Engineer no less than two working days before the planned work.  

2-11.2  City Holidays.  City holidays will be observed on the following days
and no work shall be completed by the Contractor unless prior written
approval from the City Engineer:

 January 1st        New Year’s Day 
Third Monday in January  Martin Luther King Jr's Birthday 
Third Monday in February          President's Day 
Last Monday in March (Generally)     Cesar Chavez Day 
Last Monday in May           Memorial Day 

 July 4th        Independence Day 
First Monday in September          Labor Day 
Second Monday in October         Columbus Day 
November 11          Veteran's Day 
Fourth Thursday in November         Thanksgiving Day 
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Friday following Thanksgiving Day        Day After Thanksgiving 
 December 25 Christmas Day 

If a holiday falls on a Saturday, it will be observed on the preceding Friday. 
If a holiday falls on a Sunday, it will be observed on the following Monday. 

SECTION 4 
CONTROL OF MATERIALS  

4-1 MATERIALS AND WORKMANSHIP

4-1.1 General.

4-1.1.A Submittals. Submittals are required for ANY materials that are
expected to be used in the public right-of-way.  No work or
purchasing of materials shall commence unless the Applicant has
received written approval on a materials submittal.

4-1.1.1 Suppliers Sources. The Contractor shall notify the City Engineer
in writing within 5 days after City approval of the materials of the
proposed suppliers and sources for material to be incorporated into
the project.

4-1.4.1  Materials and Conditions to be Tested.  The Contractor shall
be responsible for controlling the quality of the material entering the
work and of the work performed, and shall perform testing as
necessary to ensure control. The test methods used for quality control
testing shall be as determined by the approved testing method(s).
The results of the testing shall be made available to the City Engineer
upon request. These tests are for the Contractor’s use in controlling
the work and will not be accepted for use as acceptance tests.

Full compensation for performing quality control tests and making the 
results available to the City Engineer.  All compaction testing shall be 
at the expense of the permit Applicant. 

The City may perform quality assurance testing at the discretion of 
the City Engineer.  The contractor shall provide reasonable access 
and time to the City Engineer to perform quality assurance testing. 
The cost of retesting any portion of the work or materials, which have 
failed the initial quality assurance test taken by the City, shall be 
borne by the permit applicant. 
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SECTION 5 
UTILITIES 

 
5-1 LOCATION  
 
As to the discretion of the Engineer, saw cutting of the asphalt and or concrete 
shall be performed when alligator cracking is present.   
 

5-1.1 Utility Marking/Coordination.  The Public Works Department shall not 
issue a construction permit as referenced in Section 7-5.1 of these Special 
Provisions for any work involving excavation for underground facilities unless 
the applicant has been provided an inquiry identification number by 
Underground Service Alert (USA) of Southern California.  
The Contractor shall tie-out the location of any utility facility with a minimum 
of two reference points prior to paving and shall mark its location on the 
street with paint in accordance with the USA utility identification color 
code, after paving.  
 
5-1.2 Sewer [Storm Drain] Video Inspection.  It shall be the contractor’s 
responsibility to locate all service sewer mainlines and laterals horizontally 
and vertically for each parcel, either vacant or occupied, within the limits 
of construction area as shown on the Plans.  The contractor must assume 
that any parcel either vacant or built upon shall have a sewer lateral that 
requires location, even if not marked by USA.   
 
Notification of entrance into City Sewer manholes shall be given to the 
Public Works Water Quality Control Plan Operations at 951-351-6056 a 
minimum of 48 hours prior to commencement of work.  Dates and times of 
entrance may be restricted by the City.  The applicant shall schedule 
accordingly, 
 
Notification of entrance into City Storm Drain manholes shall be given to 
the Public Works Street Department at 951-351-4217 a minimum of 48 hours 
prior to commencement of work.  Dates and times of entrance may be 
restricted by the City.  The applicant shall schedule accordingly, 
 
The Contractor shall give the Inspector a 48-hour notice prior to 
commencing any video work by scheduling on the City WebScheduler:  
http://www.riversideca.gov/publicworks/engineering/scheduling/ 
 
The pre-construction videos shall be performed and a digital (DVD, 
portable drive, etc…) copy of the videos and a tabulation of sewer laterals 
and their locations shall be delivered to the City Engineer prior to the start 
of construction on the main line sewer.  A post-construction video shall be 
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performed at the end of the project to determine if the work was 
completed per contract documents and that all service connections have 
been reinstalled as required.  A copy of the inspection report in pdf format 
shall be submitted together with the digital video file. 

 
Digital video captured files shall conform to the following requirements: 

1. Picture size:  NTSC 704x480 at 29.97 frames per second. 
2. Data / Bit Rate:  MPEG2 at 5 M-bits/sec. 

 
Materials: 

1. Digital video files shall be to be stored on new, unused DVR-R media. 
2. Digital report data and photograph, if applicable, shall be stored on 

an unused CD-R media. 
 

Execution: 
1. CCTV operators shall be NASSCO/PACP certified. 
2. The camera shall be set as near the center of the pipe as possible 

and shall be moved through the pipe at a steady pace not to 
exceed 30 feet per minute. 

3. Hemispherical head or fisheye lens type cameras are not permitted. 
4. Steam and fog in the pipe shall be eliminated by introducing forced 

airflow via a fan. 
5. Camera lens shall remain free of grease or other deleterious matter 

to ensure optimal clarity. 
6. Inspection video images shall be produced in MPEG2 format in either 

one or a combination of the following methods: 
a. Video capture card and software designed to create and 

store real-time MPEG2 digital file direct to computer hard drive; 
b. By means of video capture card and software compress 

image to create MPEG2 digital file.  Data compression bit rate 
set at a minimum of 5 M-bits/sec. 

c. Create separate digital file with separation title for each 
inspection report per each individual pipe run.  Identify each 
report title on the DVD menu. 

7. Set zero change at face of every manhole [at entrance into pipe, or 
at start of pipe culvert]. 

8. Report and record on full length of pipeline from inside face to inside 
face between manhole [from outlet end of pipes, or from one end 
of pipe culvert to the other]. 

9. All manholes [junction structures, catch basins] must be video 
inspected at the start and end of each run. 

10. Note condition of pipe joints at manhole [junction structure walls, and 
inlet catch basin walls] at the beginning and end of each pipeline. 
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11. Data generator to electronically generate and clearly display on the 
viewing monitor and video recording a record of the following 
minimum information prior to the start of each run: 

a. Name and company of the camera operator 
b. Manhole [junction structure, inlet catch basin] (from-to) / pipe 

length reference numbers; 
c. Pipe line dimensions 
d. Pipe material 
e. Type of use for pipe [sanitary sewer or storm] 
f. Date of survey (yyyy.mm.dd) 
g. Road name, location, or nearest cross street intersection 
h. Direction of travel (U—Upstream, D—Downstream) 
i. Inspection report number 
j. Verbal description of all of the above on screen information. 

12. Data Generator shall electronically generate and clearly display on 
the viewing monitor and recording record of the following 
information: 

a. Camera’s meter reading position from adjusted zero; 
b. Manhole/pipe length reference numbers; 
c. Type of use for pipe [sanitary sewer or storm] 
d. Inspection report number of each run 
e. All displayed digital information shall be positioned in a way 

such that it will not interfere with the video image on the screen 
13. Stop camera at each defect, change of condition of pipe, or at 

each service connection to record said change or defect in 
accordance with WRc codes. 

14. Add WRc code overlay to digital video at defects or connections in 
addition to continuously displayed data. 

15. Pan to each service connection such that the camera looks down 
the centerline of the service, pause for a minimum of five (5) seconds 
and note condition of the joint and/or pipe/service interface.  
Location and position of all service connections shall be 
documented in the video and in the report. 

 
Recording Resolution:   
A recording resolution test with use of a Marconi or resolution chart shall be 
performed at the beginning of each video DVD or when a substitute 
camera is introduced.  
 
Camera Position: 
Camera lens shall be positioned centrally in the pipeline to a tolerance of 
plus or minus 10% off the vertical centerline axis of the pipeline except for 
when viewing service connections of panning/zooming in at defects. 
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Coding Sheets: 
1. Each pipeline length shall be recorded according to the MSCC.  Any 

variation from the manual shall be noted in the report. 
2. Standard coding from shown on page 14 of MSCC shall be modified 

as follows: 
a. Line 2, field 8 (date) shall be eight (8) characters in the format 

of yyyy.mm.dd (year, month, day). 
b. Condition detail number (video count) to be six (6) characters 

in the format of hh.mm.ss (hours, minutes, seconds). 
 

SECTION 6 
PROSECUTION, PROGRESS AND ACCEPTANCE OF THE WORK 

 
6-1 CONSTRUCTION SCHEDULE AND COMMENCEMENT OF WORK  
 

6-1.1.1 Construction Schedule.  The contractor shall submit a 
construction schedule to the City Engineer at the pre-construction 
conference. The construction schedule shall indicate the following: 

a. Proposed schedule for potholing near/at the proposed traffic signal 
foundations. The work day(s) for potholing shall not count toward the 
Contract Time as indicated on Section 6-7.1.1 and is required prior to 
ordering the traffic signal poles.  

b. Proposed schedule to order and secure materials including traffic 
signal shafts and mast arms. 

c. Proposed schedule to commence and complete the project. The 
schedule shall take into account holidays and special events as 
required. 

 
During the construction, the Contractor shall review and update the 
schedule on a weekly basis. Rescheduling any work under this Contract 
shall not be permitted to allow the Contractor the ability to accommodate 
another contract, including other work within the City.  
 
The first order of work shall be the installation of the public notification signs. 
The signs shall be posted a minimum of one week prior to commencing with 
construction operations on the street. 
 
Upon submittals approval, the Contractor shall proceed with the ordering 
of materials including traffic signal poles and/or street light poles to be 
furnished on the project. These material delivery dates shall be reflected on 
the construction schedule. 
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The contractor’s construction schedule shall be submitted at the pre-
construction conference.  Upon review of the Contractor's construction 
schedule by the City Engineer.  
 
Failure to submit a schedule as specified shall be considered as 
noncompliance, and the issuance of a Stop Work Notice may be issued.  
 
6-1.2.1 Commencement of Work.   
No work shall commence within the Public Right-of-Way if a pre-
construction meeting was NOT requested by the permit Applicant.   
 
A pre-construction  site meeting is required with a Public Works Construction 
Inspector prior to commencement of ANY work.  The applicant shall submit an 
inspection request for the meeting at 
http://www.riversideca.gov/publicworks/engineering/scheduling/, 

 
6-3 SUSPENSION OF THE WORK 
 

6-3.3 Stage III Smog Episode.  No work shall be done on a day for which a 
Stage III smog episode is forecasted as defined by the Air Quality 
Management District (AQMD).  
 

6-8 COMPLETION, ACCEPTANCE, AND WARRANTY 
 
When, in the judgment of the City Engineer, the work has been completed in 
accordance with the Plans and Specifications and is ready for final acceptance, 
the City Engineer may accept the work as complete, including completion of 
punch-list items and all required tasks as noted in Section 7-5.3, the City may 
approve the release of the Certificate of Occupancy (CofO). 
 

SECTION 7 
RESPONSIBILITIES OF THE CONTRACTOR 

 
7-5 PERMITS  
 

7-5.1 City Permit.  No work shall be started within the street right-of-way or 
on City property until the Contractor has obtained a construction permit 
from the Public Works Department. 

 
A pre-construction  site meeting is required with a Public Works Construction 
Inspector prior to commencement of ANY work.  The applicant shall submit 
an inspection request for the meeting at:   
 

http://www.riversideca.gov/publicworks/engineering/scheduling/ 
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Public Works is authorized and empowered to suspend, cancel or withdraw 
the permit issued for the performance of any work which is not being done 
in accordance with the APPROVED Permit, plans and specifications, and or 
other requirements mandated by other utilities or agencies. 
 
Failure to Comply: In accordance with Riverside Municipal Code (RMC) 
13.08.030, the Director of Public Works may refuse to issue future permits for 
work performed under this chapter to any person, applicant or contractor 
who has failed to comply with the provisions of this chapter, permit, OSHA, 
plans & specifications, and/or notices until such person has corrected any 
deficiencies to the satisfaction of the Director of Public Works. 
 
DAMAGE TO ANY UTILITIES OR FACILITIES:  If damage occurs to any utility, 
facilities, either private or public, the applicant shall immediately notify the 
designated Public Works Construction Inspector and or emergency 
services.  The applicant shall bear the total expenses for the repair and or 
replacement of said damaged structures or substructures AT NO COST TO 
THE CITY.  

 
7-5.2 Other Permits. 
Other utilities, agencies, districts, special districts, municipalities, easement 
holders such as Railroads or Caltrans may require special permits and or 
inspections when crossing within their ROW.  It is the applicants’ 
responsibility to obtain all necessary permits and provide copies of the 
permit(s) to the Public Works Construction Inspector or City staff prior to the 
Public Works Permit issuance. 

 
The Contractor shall obtain and pay for all licenses necessitated by the 
Contractor's operations. Prior to starting any work, the Contractor shall be 
required to have a City of Riverside Business Tax Registration valid for the life 
of the Contract; subcontractors shall also have Business Tax Registrations 
valid for the time they are engaged in the work. 

 
7-5.3 City Permit Final – Close Out.  Below is a list of required 
documentation that must be submitted to the Public Works Inspector, and 
approved before finaling any permit. 

 
 AS-BUILT PLANS 
 BMP/WQMP Certification 
 Copy of NOC from the State Water Board W.D.I.D  
 Grade Certification 
 Soils report FINAL 
 Sewer and Strom Drain Videos acceptance by the City 
 Final to review the site conditions by the Inspector, 
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 Punch List and completion of Final punch list 
 Upon completion of all work, all Underground Service Alert (USA) 

marking shall be removed within the project limits, squared off. 
 

RMC 13.08.030: The Director of Public Works is authorized and empowered 
to suspend, cancel or withdraw the permit issued for the performance of 
any work which is not being done in accordance with the Permit, plans and 
specifications, and or other requirements mandated by other utilities or 
agencies, 
 
RMC 13.12.150 Failure to Comply: The Director of Public Works may refuse 
to issue future permits for work performed under this chapter to any 
person who has failed to comply with the provisions of this chapter, 
permit, OSHA, plans & specifications, notices until such person has 
corrected any deficiencies to the satisfaction of the Director of Public 
Works. 
 
The Contractor shall also have a permit for excavation from the Division of 
Industrial Safety as provided for in Labor Code Section 6500 when 
applicable. A copy of this permit shall be kept at the jobsite.  

 
7-5.4  National Pollutant Discharge Elimination System (NPDES) Permit.  
Federal regulations control storm water discharges from construction sites 
into storm drains and surface waters.  The requirements are outlined in the 
National Pollutant Discharge Elimination System (NPDES) permit held by the 
Riverside County Flood Control and Water Conservation District to which 
the City is a co-permittee.  The regulations require a Storm Water Pollution 
Prevention Plan (SWPPP) for projects that include clearing, grading and 
excavation of over 1-acre to obtain an NPDES permit.  Refer to Section 7-
8.6 "Water Pollution Control" for the NPDES permit requirements. 

 
7-6 THE CONTRACTOR'S REPRESENTATIVE 
 
The Applicant and the General Contractor Superintendent is required to attend 
the pre-construction conference. 

 
7-8 WORK SITE MAINTENANCE 
 

7-8.1.1 General.  The generation of dust shall be controlled as required 
by the Air Quality Management District. Grading activities shall cease 
during periods of high winds (greater than 25 MPH). Trucks hauling soil, sand 
or other emissive materials shall have their loads covered with a tarp or 
other protective cover as determined by the City Engineer. All types of dust 
control and/or methods for controlling dust shall be utilized. 
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7-8.1.2 Site cleanliness.  The contractor shall be responsible to 
maintain a graffiti free work zone.  This includes but is not limited to 
structures, appurtenances, equipment and signage.  The clean-up and/or 
abatement shall be performed on a daily basis. 

 
This section applies to equipment on the project or associated with the 
project, including but not limited to trucks, transit mixers, stationary 
equipment, and transient equipment. 
 
The Contractor shall comply with all local sound control and noise level 
rules, regulations, and ordinances that apply to any work performed 
pursuant to the contract.  Each internal combustion engine used for any 
purpose on the job or related to the job, shall be equipped with a muffler 
of a type recommended by the manufacturer.  No internal combustion 
engine shall be operated on the project without the muffler. 
 
NOISE CONTROL: RMC Section 7.35.010.B.5, NO work shall start before 7:00 
a.m. Monday-Friday and 8:00 a.m. on Saturday and at no time on Sunday 
or Holiday.  No work or deliveries outside of approved working hours.  

 
7-8.4.2 Storage in Public Streets and Right-of-Way.  Construction 
equipment and materials shall not be stored in public streets and right-of-
way.  If the Contractor does not adhere, a STOP WORK NOTICE may be 
issued and/or permits suspended. 
Excavated material, except that which is to be used as backfill in the 
adjacent trench, shall not be stored in public streets and right-of-way unless 
otherwise specified in these Special provisions or approved by the City 
Engineer. Immediately after placing backfill, all excess material shall be 
moved from the Work site. 
 
7-8.4.3 Storage of Equipment and Material on Private Property.  If the 
Contractor wishes to use private property as a Construction Yard, then prior 
to any staging, storing, or parking of any Contract equipment and/or 
materials on said private property, the Contractor shall comply with the 
following requirements: 

 
a. The Contractor must provide the City Engineer a site map for 

review indicating the proposed location of the Construction Yard; 
b. The location of the Construction Yard must be approved by the 

City Engineer and written approval must be provided to the 
contractor by the City Engineer; 

c. The Contractor shall submit to the City Engineer a copy of the 
written agreement with the legal owner of the affected property 
to be used as a Construction Yard; 
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d. Within the Construction Yard itself, the Contractor must comply 
with the Best Management Practices for storm water protection 
as required by the Contract documents and current Public Works 
Standard Drawings for construction; and  

e. The contractor shall also not deliver or remove any equipment or 
material outside the approved construction work hours.  If the 
Contractor does not adhere to this requirement, the contractor 
shall be subject to a Stop Work Notice, and or revoked of using 
the property.  

 
7-8.4.4 Haul Routes (All Types).   

1) Haul Routes must be submitted two weeks in advance for review and 
approval prior to commencement of hauling materials.   
A. The applicant shall provide the following to the PW 

Construction Inspector: 
 Map depicting the to and from locations (Within City 

Limits ONLY) 
 The number of trucks used 
 The types of trucks (belly dump, super 10’s, etc.) 
 Quantity of sweepers.  Minimum 1ea. sweeper at each 

location 
 Days expected to haul 
 Start day and end day (duration).  No weekends or 

Holidays 
 If the haul is within the City, the grading permit number 

for the site and for the receiving site (if material is 
shipped outside the City, no permit number is required) 

 Site contact information (phone, name, etc.) 
B. The Public Works Inspector will review the information for the haul 

route and comment on any potential conflicts with schools, 
stations, doubling up on routes, etc. 

C. Once the Public Works Inspector completes the review, the 
inspector will turn the information over to the Contract 
Administrator (CA) for final approval and or comments. 

D. Once approved by the CA, the Public Works Inspector will then 
notify the applicant of the approval and route associated 
documents to the applicant.   

 
7-8.5.3.1 Sewage Spill Containment Plan.  Chapter 14.12.295 of 
the Riverside Municipal Code prohibits the discharge of any pollutant 
to a storm drain or any surface, pipe, or waterway leading to a storm 
drain.  The contractor shall prepare and submit to the City Engineer 
for review a sewage spill containment plan.  No work will be 
permitted on the existing sewer system until the City Engineer’s review 
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is completed.  A copy of the plan shall be kept on the project site 
during construction.  This plan shall describe the methods to be used 
to prevent or contain sewage spills.  At a minimum, the plan shall 
provide: 

 
 A scaled drawing showing any proposed emergency 

containment area(s) and the methods used to construct them.  
This plan shall also show any storm drain inlets that could be 
affected by an accidental spill and methods to be used to 
prevent the inlets from accepting any sewage.  In addition, 
show the controls to be use to limit access to the spill area by the 
public. 

 
 Describe the methods to be used for removing sewage and 

cleaning of storm drain inlets, storm drains, canals, and arroyos.  
This description shall include methods for solids removal. 

 
 Describe cleanup methods including disinfecting the spill area .  

These methods shall show how disinfecting materials will be 
prevented from entering storm drains, canals, and arroyos. 

 
 A scaled drawing(s) showing any proposed sewage bypass 

pipes.  This drawing shall indicate any sewer manholes proposed 
to be plugged and the day and time of day this operation will 
occur. 

 
 The size and material of any bypass pipes. 
 
 The methods to be used to connect the bypass pipe(s) to the 

existing sewer system. 
 If pumping is proposed, describe the number and capacity of 

the pumps.  Each pump, at a minimum, must be capable of 
passing a 3-inch diameter solid. 

 
 If storage is proposed, provide the methods to be used for the 

sewage storage and removal from the site.  If a truck with a 
storage tank is to be used provide the capacity of the tank.  If a 
water truck is proposed for this purpose it must be dedicated 
only for this operation. 

 
In the event of a spill the contractor shall contact the City Engineer 
and the Field Maintenance Technician at 951-906-9066 (If not 
available contact the Wastewater Treatment Plant at 951-351-6280). 
The Contractor shall document the spill by photographing its extent.  
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These photographs shall be submitted to the City for inclusion in the 
Spill Report. 

 
7-8.6 Water Pollution Control.  
 

7-8.6.1 Description.   The discharge of any pollutants into the City storm 
drain system or natural drainage areas is prohibited per Section 14 of the 
City Municipal Code and the Riverside County Area-Wide Municipal Storm 
Water permit issued by the State Water Resources Control Board. Drainage 
from construction sites and construction activities is prohibited from 
entering the City storm drain system and natural drainage areas. Any 
violations of the above provisions are subject to fines by the City and by the 
State Water Resources Control Board. The City Engineer may order the 
suspension of construction operations if the Contractor fails to comply with 
the requirements of this section. 

 
7-8.6.2.1 Best Management Practices. The Contractor must follow and 
implement the Best Management Practices (BMPs) required by the Federal 
Clean Water Act.  The following best management practices (BMPs) are to 
be implemented for the construction activities listed. These BMPs are 
considered to be a minimum of the activities necessary to protect the City 
storm drain system.  

 
CONSTRUCTION 

ACTIVITIES 
BEST MANAGEMENT PRACTICE 

Portable Toilets  The toilets may not be located in the street 
right-of-way. 

 Perimeter protection must be placed around 
the toilet area to contain any drainage. 

Sawcutting, 
grinding, 
paving 

 Debris from these types of activities are to be 
swept or vacuumed daily (at a minimum) and 
properly disposed of. 

 Drainage from these activities shall be 
contained or catch basins down stream of 
these activities shall be protected. 

 Drainage contained shall be vacuumed daily 
(at a minimum) and the remaining debris 
properly disposed of. 

Concrete wash 
outs 

 A washout/spoil area on site must be identified 
that will contain the concrete washout 
wastewater. The debris shall be removed at the 
end the day, or;The washout must be 
contained and removed off site daily. 
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Trenching  Perimeter protection of the trenching spoil or 
trench area itself must be provided to prevent 
any erosion from the site. 

 Catch basin protection must be provided to 
prevent damage from entering the storm drain 
system. 

 Any sediment or debris shall be swept up daily 
at a minimum. 

Spoil piles  Spoil piles with the potential for draining off-site 
shall have perimeter erosion control and may 
need temporary cover. 

Tracking  Tracking pads are required for larger jobs as 
well as a continual sweeping plan. 

 Smaller jobs must sweep daily. 
Vehicle 
maintenance 

 Regularly scheduled vehicle maintenance 
activities such as oil changes and fluid refills 
shall be conducted off-site. 

 Any chemicals leaking from faulty equipment 
will be contained and repaired immediately. 

 A spill response plan must be identified that 
properly contains and disposes of any potential 
spill or leaks of hazardous materials including at 
a minimum oil, grease, hydraulic fluid, etc. 

Vehicle 
washing  Vehicle washing shall not occur on site 

Sloped areas  Sloped areas shall at a minimum be protected 
by perimeter erosion control. Larger slopes may 
also need erosion control at the top of slopes. 
These BMPs shall stay in place and be 
maintained until after the landscaping has 
completely been established. 

 
In addition to the listed BMPs, all construction work shall conform to 
the requirements in the latest version of the California Stormwater 
Quality Association (CASQA) Construction BMP Handbook. The 
contractor must implement the necessary BMPs to ensure proper 
protection of the storm drain system and natural drainage ways. 
BMPs must be implemented for the following categories: 

 
 Erosion Control 
 Sediment Control 
 Wind Erosion Control 
 Tracking Control 
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Any BMP required to protect storm water quality shall be installed 
within 24 hours of the time contractor is notified by the City Engineer 
or regulatory agencies to install such BMPs. Each 24 hour period 
elapsed without installation of the required BMPs by the Contractor 
will be considered an incident. Failure of the Contractor to meet the 
24 hour period for installing the required BMPs may result in the 
issuance of a STOP WORK NOTICE. 

 
7-8.6.2.1.a  Soil Stabilization.  Implementation of soil 
stabilization practices and sediment control BMPs for soil-
disturbed areas, including but not limited to, rough graded 
access roads, slopes, channel inverts, operational inlets and 
outlets of the project shall be completed prior to soil 
disturbance.  
 
The City Engineer may require the contractor, on a case-by-
case basis, to reduce the active, soil-disturbed area limit of the 
project. The Contractor shall demonstrate the ability and 
preparedness to fully deploy soil stabilization practices and 
sediment control BMPs to protect soil-disturbed areas of the 
project site by maintaining an adequate quantity of soil 
stabilization and sediment control materials onsite to protect 
exposed, soil-disturbed areas and a detailed plan for the 
mobilization of sufficient labor and equipment to fully deploy 
the required BMPs prior to the onset of precipitation and for the 
duration of the project.  
 
Throughout the duration of the project, soil-disturbed areas of 
the project site shall be considered to be inactive whenever 
soil disturbing activities are expected to be discontinued for a 
period of fourteen (14) calendar days or more. Areas that will 
become inactive should be fully protected with soil 
stabilization practices such as covering with mulch, temporary 
seeding, fiber rolls, blankets, etc., within ten (10) calendar days 
of the discontinuance of soil disturbing activities or two (2) 
calendar days prior to the onset of precipitation, whichever is 
first to occur. Areas that will become inactive shall be fully 
protected with sediment control BMPs within ten (10) calendar 
days of the discontinuance of soil disturbing activities or prior 
to the onset of precipitation, whichever is first to occur. 

 
7-8.6.2.2  Training. Contractor shall provide copies of certification 
that the superintendent or foreman has attended a Stormwater 
Pollution Prevention course within the last 12 months.  Any work 
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requiring the placement of BMPs shall not begin until this certification 
is provided to the City Engineer. 

 
7-8.6.2.3 Other Permits. The Contractor shall become fully informed 
of and comply with the applicable provisions of the State 
Construction General Permit, General De Minimis Permit, and other 
Federal, State and local regulations that govern the Contractor's 
activities and operation pertaining to both stormwater and non-
stormwater discharges from both the project site and areas of 
disturbance outside the project limits during construction.  The 
Contractor shall, at all times, keep copies of the General Permit, 
General De Minimis Permit, approved Storm Water Pollution 
Prevention Plan (SWPPP) and all amendments at the project site.  The 
SWPPP shall be made available upon request of a representative of 
the California State Water Quality Control Board (SWQCB), Santa 
Ana Regional Water Quality Control Board (RWQCB), United States 
Environmental Protection Agency (USEPA) or local stormwater 
management agency. 
 
The Contractor shall, during work hours, allow authorized agents of 
the SWQCB, RWQCB, USEPA or local stormwater management 
agency, as may be required by law, to: 

 
1. Enter upon the construction site and the Contractor's facilities 

pertinent to the work; 
 
2. Have access to and copy any records required to be kept as 

specified in the Construction General Permit; 
 
3. Inspect the construction site, including any offsite staging 

areas or material storage areas, and related soil stabilization 
practices and sediment control BMPs; and 

 
4. Sample or monitor for the purpose of ensuring compliance 

with the Construction General Permit. 
 

The Contractor shall notify the City Engineer immediately upon 
request from regulatory agencies to enter, inspect, sample, monitor 
or otherwise access the project site or the Contractor's records. 
 
7-8.6.2.4 Drawings. The following notes (or notes of substantially similar 
intent) that address pollution prevention to the Maximum Extent 
Practicable during the construction phase of a project on a year-
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round basis need to be placed on required Stormwater and Non-
Stormwater Pollution Control Drawings: 
 

 Erosion control BMPs shall be implemented and maintained 
to minimize and/or prevent the entrainment of soil in runoff 
from disturbed soil areas on construction sites. 

 
 Sediment control BMPs shall be implemented and 

maintained to prevent and/or minimize the transport of soil 
from the construction site. 

 
 Stockpiles of soil shall be properly contained to eliminate or 

reduce sediment transport from the site to streets, drainage 
facilities or adjacent properties via runoff, vehicle tracking or 
wind. 

 
 Appropriate BMPs for construction-related materials, wastes, 

spills or residues shall be implemented to eliminate or reduce 
transport from the site to streets, drainage facilities or 
adjoining properties by wind or runoff. 

 
 Runoff from equipment and vehicle washing shall be 

contained at construction sites and must not be discharged 
to receiving waters or the local storm drain system.  
Washwaters or reinstate from ready mix, concrete, or cement 
vehicles must be handled appropriately and may not be 
discharged to receiving waters or any storm drain system. 

 
 All construction contractor and subcontractor personnel are 

to be made aware of the required best management 
practices and good housekeeping measures for the project 
site and any associated construction staging areas. 

 
 At the end of each day of construction activity all 

construction debris and waste materials shall be collected 
and properly disposed of as required by applicable laws. 

 
 Construction sites shall be maintained in such a condition 

that a storm does not carry wastes or pollutants off the site.  
Discharges other than stormwater (non-stormwater 
discharges) are prohibited, except as authorized by an 
individual NPDES permit or the State-wide General Permit for 
Storm Water Discharges Associated with Construction 
Activity.  Potential pollutants include but are not limited to: 
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solid or liquid chemical spills; wastes from paints, stains, 
sealants, solvents, detergents, glues, lime, pesticides, 
herbicides, fertilizers, wood preservatives and asbestos fibers; 
paint flakes or stucco fragments; fuels, oils, lubricants and 
hydraulic, radiator or battery fluids; concrete and related 
cutting or curing residues; floatable wastes; wastes from 
engine/equipment steam cleaning or chemical degreasing; 
wastes from street cleaning; and super-chlorinated potable 
water from line flushing and testing.  During construction, 
disposal of such materials should occur in a specified and 
controlled temporary area onsite physically separated from 
potential stormwater runoff, with ultimate disposal in 
accordance with local, State and Federal requirements. 

 
 Discharging contaminated groundwater produced by 

dewatering groundwater that has infiltrated into the 
construction site is prohibited.  Discharging of contaminated 
soils via surface erosion is also prohibited. 

 
 The Contractor is required to notify and obtain approval from 

the City ten (10) days prior to any non-stormwater discharge 
or dewatering associated with Contractor's construction 
activities. 

 
 Construction sites shall be managed to minimize the 

exposure time of disturbed soil areas through phasing and 
scheduling of grading to the extent feasible and the use of 
temporary and permanent soil stabilization. 

 
 BMPs shall be maintained at all times. In addition, BMPs shall 

be inspected prior to predicted storm events and following 
storm events. 

 
7-10 PUBLIC CONVENIENCE AND SAFETY  
 

7-10.1  Access.  The Contractor shall provide traffic control and schedule 
the construction work based on the following criteria and constraints: 
 

1. No reduction of the traveled way width shall be permitted before 
8:30 a.m. nor after 3:30 p.m. on any street unless prior approval in 
writing is obtained from the City Engineer. During operations that 
require lane reduction, the Contractor shall provide and maintain 
two twelve-foot-wide lanes to provide one thru lane in each 
direction at all times.  The Contractor shall also not store 
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construction equipment within any public streets and right-of-way 
outside the aforementioned hours.  The Contractor shall also not 
deliver/remove any equipment or material to/from the 
Construction Yard or work area outside the aforementioned hours 
from 8:30 a.m. to 3:30 p.m.  Failure of the Contractor to maintain 
these requirements will result in the issuance of a STOP WORK 
NOTICE.   

 
2. Access to all properties shall be maintained at all times and not 

impact daily operations.  If necessary, the Contractor shall 
construct driveways in phases or install steel plating to maintain 
accessibility. 

 
3. The Applicant may be required to install Public Notification signs 

at locations adjacent to the project limits.  The Contractor is 
responsible to protect, maintain and move these signs as 
necessary.  At the completion of the project, the Contractor is 
responsible to remove signs from posts, remove posts from ground 
without cutting, carefully remove any concrete from the posts, 
repair the posthole, and bind the posts. 

 
4. The Contractor shall provide the City evidence of a date certain 

in which the signal and/or street light poles will be delivered to the 
project site.  The poles shall be delivered to the project site no later 
than by the date specified on the plans, if noted.   

 
5. Shoulder Excavation: When temporary traffic lanes have a 

vertical edge 2 inches deep or deeper within 6 feet from the travel 
ways, the Applicant/Contractor shall have a minimum 4:1 
compacted slope (Choker) along the entire travel edge.  Road 
users shall be warned of excavations utilizing signs such as LOW 
SHOULDER (W8-9) or OPEN TRENCH (C27(CA)).  In addition, edge 
line channelizers delineation shall be placed every 25 feet for the 
length of the excavation to warn road users of the excavation.  

 
6. The contractor shall allow the City’s RPU Water Division forces two 

(2) working days for each facility to be relocated or newly 
installed, including water meters, fire hydrants, blow-off valves, air 
release valves, etc, for connecting each facility to an existing City 
water line.  The Contractor shall provide the City Engineer a ten 
(10) working day written notice in order to schedule the City RPU 
Water Division work. 
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7. The contractor shall allow the City’s RPU Electric Division forces 
two (2) working days for electric facility proposed or relocated 
including all services to any proposed electric facilities to be 
installed by the contractor.  The contractor shall provide the City 
Engineer a ten (10) working day written notice in order to 
schedule the City RPU Electric Division work. 

 
8. Engineered traffic control plans shall be required when working 

within 250’ of a signalized intersection, railroad, Caltrans, or utility 
right-of-way or easement. 

 
9. The contractor shall provide and maintain traffic control during all 

construction activities in accordance with the Work Area Traffic 
Control Manual Handbook (WATCH).  If the contractor cannot 
provide and maintain traffic control as required, then the City 
Engineer may direct the contractor to provide, maintain, and 
update a full traffic control plan.  

 
10. The contractor shall provide traffic control for the protection of the 

City survey crew when required. 
 
11. The contractor shall install, maintain, and relocate as necessary a 

minimum of two (2) portable changeable message signs two 
weeks prior to commencement of construction. Final locations 
shall be approved by the City Engineer prior to installation, 
however the signs shall be generally placed prior to the project 
limits facing the direction of vehicular travel at the following 
locations:  

 
Changeable Message Signs (CMS) are required to be posted two weeks 
prior to the start of ANY work.  The CMS’s shall read “DATES”, “DETOUR IN 
PLACE” and “CHOOSE ALTERNATE ROUTE”, 

 
a. Submit CMS messages to the City’s Public Works 

Department for approval, if required.  
 

12. The Contractor shall be responsible to obtain all replacement 
gate valve, pull box, and/or water meter boxes when directed by 
the City Engineer if damaged or when adjustment is required.   

 
13. At all Bus Pad locations, continuous lane closures (not to exceed 

3 continuous working days) will be permitted Monday through 
Friday. Work will be permitted between the normal working hours 
specified for those days. Bus Pads shall be excavated, rebar shall 
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be installed, concrete shall be poured utilizing “High Early 
Strength” concrete as specified in Section 201-1.1.4.1, and traffic 
shall be returned to its normal traffic circulation within 3 
consecutive working days of the commencement of excavation 
activities. Consecutive working days will not be permitted to 
extend over a weekend, unless otherwise specified in the 
following item.  

 
14. For the proposed bus pads to be constructed at the following 

location(s), lane reductions will be allowed beginning at 4:00 p.m. 
on Fridays thru 7:00 a.m. on Mondays. Excavation shall 
commence on Fridays after 4:00 p.m. and the base material shall 
be installed and compacted before 11:00 p.m. on Fridays. No 
work will be allowed between 11:00 p.m. on Fridays thru 7:00 a.m. 
on Saturdays. The steel reinforcement shall be installed and the 
“High Early Strength” concrete shall be poured by 7:00 p.m. 
Saturday. No work will be allowed after 7:00 p.m. on Saturdays. 
The concrete shall be allowed to cure for 24 hours minimum and 
traffic shall be returned to its normally allowed traffic circulation 
before 7:00 a.m. on Monday: 

 
15. Haul route requirements are subject to Section 7-8.4.4.  Haul routes 

must be submitted two weeks in advance for review and 
approval prior to commencement of hauling materials.   

 
16. The Contractor is required pave the roadway within five (5) 

working days after the commencement of Cold Milling (Types 
CM2 and CM3) work; pour concrete after the commencement of 
excavation work for all new sidewalks, driveways, driveway 
match-ups, pedestrian ramps, and/or curb and gutter; and/or 
complete the asphalt repair for the open slots. 

 
17. Upon completing the application of slurry, the contractor shall 

install signs within the applicable roadways indicating the 
following unless otherwise approved by the City Engineer:   

 
“Fresh Oil Paving.  Slow Speeds Required.  No Sharp Turns.  No U-
Turns.”  
 
Sign(s) shall remain and maintained until the slurry product cures 
(one week minimum).   

 
No work will be allowed in the downtown Riverside area between the dates 
November 1 and at the end of the Festival of Lights (FOL).  The downtown 



 

Public Works Special Provisions  Page 26 

area will be bounded by First St and Fifteenth St going north and south and 
the 91 Freeway and Brockton Ave going east to west.  No work will be 
allowed within 1000 feet of the Galleria at Tyler or the Riverside Plaza during 
the same time.  Any exceptions must be approved by the City Engineer.  

 
7-10.1.1.2 Pedestrian Access.  The Contractor shall provide 
and maintain a minimum 5-foot-wide path for pedestrian 
traffic through the construction site. If a path through the 
construction site and within street right-of-way is not possible, 
the Contractor shall lay out and maintain a safe and direct 
pedestrian path around the construction site within the public 
right-of-way. The pedestrian path shall be approved by the 
City Engineer. 

 
7-10.2.2 Traffic Control Plan (TCP). 
 

7-10.2.2.1 General. The applicant/contractor shall submit 
traffic control plans to Public Works for review, comment and 
or approval at the time of the application process.  The plans 
shall be prepared, stamped and signed by a California 
Registered Traffic or Civil Engineer.  The preparation of the plan 
shall be in accordance with the latest edition of the California 
Manual on Uniform Traffic Control Devices (CA MUTCD) and 
the State Standard Specifications. The plan(s) shall be to scale, 
typically 1”=40’ or 1”=50’ and shall follow Caltrans Plan 
Preparation Manual, latest edition.  The plan shall reflect 
existing signing and striping, curbs, lane widths, raised medians, 
etc. The Contractor, at the pre-construction meeting, shall 
submit two full size bond plan sets for review.  Work shall not 
commence without an approved traffic control plan.  
 
When working within school limits, traffic control times may be 
adjusted in order to accommodate school bell schedules for the 
safety of the students and the general public.  Contact the Public 
Works Construction Inspector to get start times and/or restrictions, 
 
Engineered Traffic Control Plan required when affecting any 
SIGNALIZED intersection and or within 250’ feet of a signalized 
intersection.  
 
Traffic control may require adjustments in order to 
accommodate the public safety and or due to field 
conditions. 
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The Contractor shall provide and maintain two twelve-foot-
wide lanes for two-way traffic at all times.  
 
When other applicants/contractors/developers are expected 
in the same work area, the applicant is responsible for 
coordinating work efforts to prevent conflict with traffic 
control.  Access to the drive approach shall be available at all 
times to the residents/business. 
 
No work will be allowed in the downtown Riverside area 
between the dates November 1 and the end of the Festival Of 
Lights (FOL).  The downtown area will be bounded by First St. 
and Fifteenth St., and the 91 Freeway and Brockton Ave.  No 
work will be allowed within 1000’ feet of the Galleria at Tyler or 
the Riverside Plaza during the same time.  Any exceptions must 
be approved by the Public Works City Engineer. 

 
7-10.2.3  Street Closures, Detours, Barricades.  For convenience to the 
Contractor to comply with the other provisions of this section, the 
following telephone numbers are listed: 

 
Police Department ............................. (951) 826-5700 
Fire Department .................................. (951) 826-5321 
Traffic Engineering Division ................ (951) 826-5366 
Traffic Signal Maintenance  .............. (951) 351-6103 
Street Light Repair  ............................. (951) 351-6103 
City Electric, Water (After hours)  ..... (951) 687-0791 
AMR Ambulance Service .................. (951) 684-5520 
RTA ........................................................ (951) 684-0850 
Street Superintendent ........................ (951) 351-6103 
Riverside Schools ................................. (951) 788-7134 
Alvord Schools ..................................... (951) 351-9325 
Special Services Transportation ........ (951) 687-8080 
AT&T (Emergency) .............................. (951) 811-2121 
Gas Company (Emergency) ............ (800) 427-2200 
Gage Canal Office ............................ (951) 780-1333 
United States Post Office (USPS) .. .... (951) 276-6252 
Verizon Wireless (24-7 Repairs) .......... (800) 483-2000 
Sherman Indian High School ............. (951) 276-6325 

 
The contractor is not relieved of the responsibility of notifying the 
various departments and agencies, if these telephone numbers are 
changed. 
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Contact Riverside Transit Agency (RTA) and coordinate traffic 
control when effecting ANY RTA bus stops.  Sam Wattana 951-377-
0569. 
 
Contact Urban Forestry at 951-351-6103 when excavating within 
City Right-of-Way and/or affecting any irrigation lines. 
 
7-10.3.1 Street Closures, Detours, Barricades.  NO Street Closures 
Permitted.  The applicant will not be permitted to close any road 
without prior written permission and plan approval from the Public 
Works Director. The applicant will be required to submit for approval 
a "Road Closure and Traffic Control Plan" that has been prepared by 
either a licensed Traffic or Civil Engineer. If a full closure is required, 
submittal of the plan shall be at least fifteen (15) working days prior 
to the start of work. Partial traffic control plan(s) shall be submitted at 
least ten (10) working days prior to the start of work. The plan shall 
indicate the location and type of signs and barricades to be utilized. 
The adequacy of the signage shall be determined by the City 
Engineer. Prior to preparation of the Plan, the Contractor is advised 
to discuss the proposed Plan with the City Engineer/Construction 
Inspector.  The applicant MUST notify the Public two weeks prior to 
any Street Closure. 
 
Changeable Message Signs (CMS) are required to be posted two 
weeks prior to the start of ANY work.  The CMS’s shall read “DATES”, 
“DETOUR IN PLACE” and “CHOOSE ALTERNATE ROUTE”, 
 
If the permit applicant or contractor closes a street without written 
approval a STOP WORK NOTICE shall be issued, and NO work shall 
commence. 
 
No work (except for emergencies) that requires lane closures shall be 
allowed on the day before a City Holiday unless specifically 
approved by the City Engineer in advance. 
 
The Contractor shall notify the Inspector 48 hours prior to any change 
in the approved Traffic Control Plan. In case of a full closure, the 
Contractor shall provide barricades and reflectorized "Road Closed 
to Through Traffic" signs at the intersections immediately in advance 
of all such closures, at entrances to the closures, and at all detour 
route signing. Detour signs shall be posted on wood or metal posts. 
Signs shall not be posted on any tree, utility pole or traffic signs. 
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Construction signs, barricades, and their applications shall conform 
with the most current issues of the State of California Business and 
Transportation Agency, Department of Transportation, Division of 
Operations "Uniform Sign Chart" and the "Manual of Traffic Controls" 
for Construction and Maintenance Work Zones. 
 
Pedestrian Traffic Control required per CA MUTCD and or WATCH 
manuals.  The applicant shall obtain approval from the Public Works 
Construction Inspector prior to implementing Traffic Control devices. 

 
7-10.4.3 Use of Explosives.  If explosives are to be used, the 
Contractor, in addition to meeting the other requirements of this 
Section of the Standard Specifications, shall obtain a blasting permit 
from the City of Riverside Fire Department and pay the required fees 
(the exact amount of the fee can be obtained from the Fire 
Department, at (909) 826-5455 and shall give four days notice to the 
City Engineer and the Fire Department prior to any blasting. 
 
7-10.4.6 Public Safety During Non-Working Hours.  Public safety at or 
in the affected vicinity of the jobsite is the contractor's responsibility 
at all times. If, in the absence of the contractor, the City Engineer 
determines that an unsafe condition exists at or in the affected 
vicinity of the jobsite, the City Engineer will endeavor to notify the 
contractor to correct the unsafe condition. However, the City 
Engineer reserves the right to direct City forces to perform any 
functions City Engineer may deem necessary to ensure public safety. 
If such procedure is implemented the Applicant or contractor will 
bear all expenses incurred by the City. In all cases the judgment of 
the City Engineer shall be final in determining whether or not an 
unsafe situation exists.  
 
7-10.4.7 Shoulder Excavations. Road users shall be warned of 
excavation 2 inches deep or deeper without a 4:1 fillet in the parking 
lanes or shoulders. LOW SHOULDER (W8-9) or OPEN TRENCH 
(C27(CA)) signs shall be placed to warn the road user that an 
excavation has been made in the parking lane or shoulder. In 
addition, edge line channelizer delineation shall be placed every 25 
feet for the length of the excavation to warn road users of the 
excavation.  

 
7-10.6  Public Notification of Construction.  The construction schedule 
required under Section 6-1.1 of these Special Provisions shall allow ample 
"on-street" parking for affected people, within a reasonable distance from 
their homes and businesses. Requests for changes to the schedule shall be 
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submitted by the contractor to the City Engineer at least 48 hours prior to 
the scheduled operation to be changed. 
 
The contractor/applicant shall provide a construction advisory letter, 
subject to the approval of the City Engineer, to all affected residences and 
businesses adjacent to the work site a minimum of 7 days and maximum of 
14 days prior to construction in each area of the project (see sample letter 
attached as Exhibit A). The letter shall indicate the duration of the proposed 
construction and state if alternate parking arrangements will be necessary.  
Projects that have multiple locations shall have a separate letter for each 
location and distribution for each area shall be 7 to 14 days prior to 
construction beginning in the area.  The City Inspector shall be notified 48 
hours in advance of letter distribution and shall be on site during distribution 
of letter (Letters shall not be placed in mailboxes). 
 
In addition, the Contractor shall provide another construction advisory 
letter, subject to the approval of the City Engineer, to all affected 
residences and businesses adjacent to the work site a minimum of 48 hours 
prior to construction on each street. The letter shall indicate the duration of 
the proposed construction and also state if alternate parking arrangements 
will be necessary. 
 
"Temporary No Parking Signs" shall be posted for a continuous 48 hour 
period in advance of the work. These signs shall read “Temporary Tow-
Away Zone, No Parking, RMC 10.12.080(b), (c); CVC 22651 (l), (n)". A sample 
will be provided at the pre-construction conference.  The signs shall be 
placed and shall also display the following: 

a. Date: 
b. Time: 
c. Contractor Name:  

 
Postings shall be no more than 100 feet apart on each side of the street and 
at shorter intervals if conditions warrant. The Contractor shall provide the 
signs and will be responsible for adding the dates and hours of closure to 
the signs. All signs shall be removed within 24 hours after the effective date. 
If the date of closure is changed, the Applicant/Contractor will be 
responsible for reposting the signs in accordance with the above 
requirements. 
 
At the discretion of the City Engineer, public notification signs may be 
required and shall be posted at the project site. Signs shall be posted a 
minimum of one week prior to commencement of construction. Sign 
locations shall be approved by the Engineer. Prior to fabrication of public 
notification signs, Contractor shall submit drawings to the Engineer for 
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approval. The submittal shall include sign sizes, colors, legends (including 
text size) and the method of erecting. Fabrication, erection, maintenance 
and removal of public notification signs shall be included as part of the 
permit requirements. All other construction signing, delineation, barricades 
and traffic control will be required. 
 

7-10.6.1  Portable Changeable Message Signs.  Changeable 
Message Signs (CMS) could be required when performing any work 
within the public right-of-way, such as pipe work, paving, etc.  
 
Work includes furnishing, placing, operating, maintaining, and 
removing portable changeable message signs.  Signs shall be 
installed 2 weeks prior to commencement of construction.  When no 
longer required on the project, the Contractor shall remove the signs 
within 24 hours of notification. 
 
The signs shall comply with Section 12-3.12 "Portable Changeable 
Message Signs," of the State Standard Specifications. 
 
Definitions 
Useable shoulder area:  Paved or unpaved contiguous surface 
adjacent to the traveled way with: 
 

1.  Sufficient weight bearing capacity to support portable 
changeable message sign, 

2.  Slope not greater than 6:1 (horizontal: vertical). 
 

Submittals 
Upon request, submit a Certificate of Compliance for each portable 
changeable message sign under Section 6-1.07, "Certificates of 
Compliance," of the Standard Specifications. 
 
Quality Control and Assurance 
The signs shall comply with the manufacturer's operating instructions 
for portable changeable message signs. 
 
Approaching drivers must be able to read the entire message for all 
phases at least twice at the posted speed limit before passing 
portable changeable message sign.  You may use more than 1 
portable changeable message sign to meet this requirement. 
 
Display the message shown on the plans, ordered by the City 
Engineer, or specified in these special provisions. 
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Materials 
Portable changeable message sign must have 24-hour timer control 
or remote control capability. 
 
The text of the message displayed on portable changeable message 
sign must not scroll, or travel horizontally or vertically across the face 
of the message panel. 
 
Construction 
Continuously repeat the entire message in no more than 2 phases of 
at least 3 seconds per phase. 
 
If useable shoulder area is at least 15 feet wide, the displayed 
message on portable changeable message sign must be minimum 
18-inch character height.  If useable shoulder area is less than 15 feet 
wide, you may use a smaller message panel with minimum 12-inch 
character height to prevent encroachment in the traveled way. 
 
The contractor of the contractor’s  representative must be available 
by cell phone for operations that require portable changeable 
message signs.  At the request of the City Engineer, immediately 
comply with the request to modify the displayed message. 
 
Place portable changeable message sign as far from the traveled 
way as practicable where it is legible to traffic and does not 
encroach on the traveled way.  Place portable changeable sign 
before or at the crest of vertical roadway curvature where it is visible 
to approaching traffic.  Avoid placing portable changeable 
message sign within or immediately after horizontal roadway 
curvature.  Where possible, place portable changeable message 
sign behind guardrail or temporary railing (Type K). 
 
Except where placed behind guardrail or temporary railing (Type K) 
use traffic control for shoulder closure to delineate portable 
changeable message sign. 
 
CMS placement must be approved by the Public Works Construction 
Inspector, and the applicant must remove portable changeable 
message sign when not in use. 

 
END OF PART 1.
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PART 2 
CONSTRUCTION MATERIALS 

 

200-2 UNTREATED BASE MATERIALS 
 
In lieu of crushed aggregate base, the Contractor may use crushed 
miscellaneous base per Section 200-2.4 of the Standard Specifications, or 
processed miscellaneous base per Section 200-2.5 of the Standard Specifications, 
or Pulverized Miscellaneous Base per Section 200-2.8, or Class 2 aggregate base 
per Section 26-1.02A of the State Standard Specifications. 
 
When the Plans specify aggregate subbase, the material used shall be select 
subbase as specified in Section 200-2.6 of the Standard Specifications. 
  
201-1 PORTLAND CEMENT CONCRETE 
 

201-1.1.4.1  Concrete Specified by Compressive Strength. All 
concrete furnished or used for all Bus Pads, shall be “High Early 
Strength” Type II/V (ASTM C-150) and shall achieve a 
compressive strength of 3000 psi @ 24 hours.  All concrete shall 
be mixed and delivered in accordance with ASTM C-94 and 
the proposed mix shall be submitted to the City Engineer for 
approval. 

 
201-1.2.1  Portland Cement.  Portland Cement for CSPB shall be Type 
II or V. There are no substitutions for Portland Cement. 

 
201-1.4.4  Hand Mixing.  Hand mixing of PCC materials is NOT 
allowed. 

 
201-1.6  Permeable Concrete 
 

201-1.6.1.1 Contractor Qualifications.   
 

a. Contractor shall employ no less than one National Ready 
Mixed Concrete Association (NRMCA) Certified Pervious 
Concrete Craftsman who must be onsite, overseeing each 
placement crew during all concrete placement, or the 
Contractor shall employ no less than three NRMCA Certified 
Persons Concrete Installers, who shall be on site working as 
members of each placement crew during all concrete 
placement unless otherwise specified.   
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b. If the Contractor has insufficient experience with pervious 

concrete pavement (less than 3 successful jobs), the 
Contractor shall retain an experienced consultant or 
NRMCA Certified Pervious Craftsman to monitor 
production, handling, and placement operations at the 
Contractors Expense.  

 
c. Samples of Permeable Gutter:  Regardless of qualification, 

Contractor is to place, joint and cure two test samples of 
pervious curb and gutter each at a minimum of 10 feet long 
to demonstrate the functionality, appearance, and 
structural integrity of the permeable concrete curb and 
gutter.   

 
201-1.6.2.1 Materials and Construction.  Materials and construction 
shall consist of: 

 
a. Concrete aggregate shall be clean and gap-graded with 

a mixture of one part 3/8” pea gravel to 2 parts 1/2” 
crushed rock.   

 
b. Pervious concrete section installed within gutters shall be 6” 

thick. 
 
c. Contractor shall install a minimum of 24” thick ¾” rock base 

at 90% minimum relative compaction below the PCC curb 
and pervious concrete gutter.    

 
d. A minimum 1’ wide AC pavement repair patch is required 

when PCC or pervious concrete is placed adjacent to 
existing AC pavement.   

 
e. A 10 mil Visqueen water barrier shall be placed below the 

3/4” rock base and adjacent to all sides and ends of the 
pervious concrete gutter but open to the back side of the 
curb and gutter to keep drainage out of the roadway 
subgrade and directed into the parkway.   

 
f. Portland Cement shall be Type II or Type V.  

 
201-1.6.3.1 Mix Design. Mix design shall consist of: 

 
a. Water-cement content ratio shall be 0.30.   
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b. Contractor shall achieve a minimum 20% air void structure.   
 
c. Permeable flow rates shall be a minimum 8 Gal/SF/Min for 

pervious concrete gutter. 
 
203-5 SLURRY SEAL 
 

203-5.4.2.1  Aggregate.  Aggregate shall be Type II. 
 
203-5.4.2.2  Emulsified Asphalt.  Emulsified asphalt shall be 
CQS-1h. 
 
203-5.4.2.4  Latex.  The latex additive shall be ULTRAPAVE 65K 
or an approved equal. The latex shall be added at the 
emulsion plant after weighing the asphalt and before the 
addition of mixing water. The latex shall be added at a rate of 
2% by weight of the asphalt emulsion. 

 
203-5.4.4  Mix Design Certification.  Contractor shall provide a 
certificate of compliance that the emulsion-aggregate slurry mix 
meets the requirements in the Standard Specifications and these 
Special Provisions. 

 
203-6 ASPHALT CONCRETE  
 
Where dense graded asphalt is being constructed in two layers or more, the 
Asphalt Concrete pavement for the base course shall be B-PG 70-10. When dense 
graded asphalt is being constructed in a single layer and for a finishing course or 
Asphalt Concrete overlay, the Asphalt Concrete pavement shall be C2-PG 70-10.  

 
Blast furnace or steel slag is not acceptable as an aggregate in asphalt concrete.  
The materials listed below shall be used unless otherwise specified. 
 
TYPE USE 
B PG-70-10 Base course for streets. 

 
C2 PG-70-10 Base course for alleys and trench 

resurfacing; Base course for streets with 
grades over 10%; Surface course for 
streets alleys and trenches. 
 

D2 PG-70-10 Berm 
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D2 PG-70-10 Speed Humps 
 

E PG-70-10 Hand raking in inaccessible areas and 
feather-edging. 
 

D2 PG-70-10 Overlay less than 1” thick 
 
203-11 ASPHALT RUBBER HOT MIX (ARHM) WET PROCESS 
 

203-11.2.3  Crumb Rubber Modifier (CRM).  The Contractor shall 
certify that all crumb rubber used in the project is derived from 
California used and waste tires.   
 

203-11.3 Composition and Grading.  The Contractor shall use ARHM-GG-C, 
conforming to the requirements of Table 203-11.3 (A) of the Standard 
Specifications. 

 
207 PIPE  
 
 207-2  REINFORCED CONCRETE PIPE 
 

207-2.1.1  Submittal.  Prior to the delivery of RCP to the jobsite, the 
Contractor shall submit, to the City Engineer for approval, the 
manufacturer's certification that all RCP to be used on the project 
meets the requirements of the Standard Specifications. 

 
208 PIPE JOINT TYPES AND MATERIALS 
 
RCP:  Tongue-and-Groove with mortar sealant as described in Section 306-1.2.4.1 
of these Special Provisions.      
 

END OF PART 2. 
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PART 3 
CONSTRUCTION METHODS 

 
NOTE: 
MORATORIUM:  WHEN STREETS ARE UNDER MORATORIUM WITHIN THREE (3) YEARS FROM 
LAST PAVED, NO WORK SHALL COMMENCE.  IF PERMITTED TO WORK WITHIN THE 
MORATORIUM LIMITS, REFURBISHMENT OF THE ASPHALT AND STRIPING LIMITS SHALL BE 
GREATER. 
 
300-1 CLEARING AND GRUBBING  
 

300-1.3 Removal and Disposal of Materials.  Clearing and grubbing shall be 
performed wherever construction is to be performed.  Clearing and 
grubbing includes removal and disposal of all aboveground material 
including, but not limited to, abandonment of conduits and structures, 
demolishing of structures as required, complete traffic signal footings & 
poles, and vegetation including small trees.  The Contractor is responsible 
for the proper disposal of any construction debris and any surplus 
excavation material.  All materials shall be legally disposed of. 
 
Prior to cutting any service systems, such as sprinklers, the Contractor shall 
test the system and make necessary adjustments to keep the remaining 
irrigated areas serviced.  
 
Traffic signs to be salvaged shall be completely disassembled and 
delivered to the City of Riverside storage facility. The Contractor shall call 
the Street Services Division at 951-351-6103 for delivery location and 
instructions.  No Posts will be accepted.   
 
Disposition of other existing signs shall be as shown on the plan(s) and/or as 
directed by the City Engineer. This may include temporary sign relocations 
due to construction or stockpiling of signs at the job site. The contractor will 
be responsible for maintaining the condition of all signs specified herein.  
 
Mailboxes and posts within the construction area shall be salvaged and 
temporarily set in an upright condition where easily accessible for mail 
delivery and accessible by the property owner. Posts and boxes shall be 
reinstalled in final position by the Contractor as shown. Broken posts shall be 
replaced. Replaced posts shall be, at the option of the Contractor, 4" x 4" 
redwood or 2" galvanized steel pipe.  
 
If the Contractor encounters existing asphalt material extending onto the 
PCC gutter, and the gutter is not proposed to be overlaid, then the 
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contractor shall be required to remove the overlay in such a manner that 
damage to the gutter will not occur. If, in the opinion of the City Engineer, 
the existing gutter's flow or riding characteristic have been altered by the 
AC  
 
removal, the Contractor, at Contractor's expense, shall make repairs to 
restore the gutter quality to its original state.  
 

300-1.3.2  Requirements.   
 

(b)  Concrete Pavement.  When trenching in concrete 
pavement, the concrete pavement shall be removed on each 
side of the trench by one additional foot. 
 
(c)  Concrete Curbs, Walks, Gutters, Cross gutters, Driveways 
and Alley Intersections. 

 
1. Curb or Curb and Gutter.  Curb or curb and gutter 

section to be replaced shall be not less than 5 feet in 
length.  All saw cuts will be at right angles to the 
alignment of the curb or curb and gutter.  Where 
curb or curb and gutter are on a curve, the saw cut 
will be on a radial line.  If the saw cut would fall within 
one foot of a construction join, expansion joint, 
weakened plane joint, or score mark, the cut shall be 
made on the joint or mark.  The curb or curb and 
gutter shall not be cut in a place that would leave a 
piece less than 5 feet in length. Historical removals 
are not allowed unless directed by the City Engineer. 

2. Sidewalks.   No section of sidewalk to be replaced 
shall be less than 25 square feet in size.  The length of 
sidewalk to be replaced shall be equal to the width.  
Where the sidewalk exceeds 8 feet in width, the 
minimum length shall be 4 feet.  The exception to the 
above is when a section of sidewalk is removed for 
the installation of anything that requires a concrete 
foundation or a fire hydrant.  The size of this section 
shall not exceed one-half the width of the sidewalk 
and shall be square.  When the alignment of the 
sidewalk is on a curve, the saw cut shall be on a radial 
line; if the saw cut would fall within one foot of a 
construction joint, expansion joint, weakened plain 
joint, or score mark, the cut shall be made on the joint 
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or mark.  The sidewalk shall not be cut in a place that 
would leave a piece of sidewalk less than 25 square 
feet in size. 

3. Driveway Approaches.  Driveway approaches can 
only be saw cut at right angles to the curb alignment 
or on a radial line where the curb alignment is on a 
curve.  The minimum length of section to be replaced 
or section that will remain shall be one-half of the 
difference between dimensions “A” and “B” plus 5 
feet.  This length shall be measured the same as “B” 
dimension.  The curb and gutter shall be cut and 
replaced as curb and gutter on all types of driveway 
approaches with the minimum length of one-half the 
“B” dimension. 

4. Cross Gutters / Spandrels.  Cross gutters shall only be 
saw cut at right angles to the cross gutter and shall 
extend the full width of the cross gutter.  The section 
to be removed or the section to remain in place shall 
not be less than 10 linear feet in length. 

 
The saw cutting of the spandrel will be as directed in 
the field or as shown on the plans. 

 
(d)  Signal Detector Frame and Foundation.  Signal detector 
frame and foundation shall be removed and the remaining 
void shall be backfilled and compacted with residue AC from 
cold milling operations or crushed aggregate base to the level 
of the existing grade. Additional AC may have to be placed 
as a leveling course to provide a smooth ride across the 
detector removal areas. The Contractor shall be responsible 
for the lawful disposal of the removed items.  

 
300-2 UNCLASSIFIED EXCAVATION  
 

300-2.2.2  Wet Material.  In the event that the depth of the proposed 
pipeline is below groundwater level it is anticipated that a portion of the 
excavated material from the trench will be too wet to use as trench backfill.  
If, in the contractor’s opinion, this condition presents itself during trenching 
operations the contractor shall immediately notify the City Engineer.  The 
City Engineer will determine the suitability of the soil as backfill material.  
Based on the City Engineer’s decision the contractor may be directed to 
remove and dispose of all wet materials and replace with suitable 
materials. 
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Measurement of the wet unsuitable material shall be taken from the trench.  
The volume will be measured by the following:  The depth will be 
determined at the point the wet material is found to the depth where 
suitable material is found or the bottom of the trench, whichever is less; the 
width of the trench is as shown on the plans; and the length will be 
measured along the centerline of the pipe for the length of the unsuitable 
material.  The length will be measured through any structures and no 
additional trench width will be allowed for structures. 
 

300-4 UNCLASSIFIED FILL  
 

300-4.1.1  Stockpiling.  Contractor shall complete all stockpiling activities 
adhering to all State and City regulations and as directed by the Engineer. 
Stockpiled material shall not exceed a height of 6 feet at any time.  
Stockpiled material located within City right-of-way shall be removed the 
on same day the excavation work is completed unless otherwise approved 
by the Engineer. 
 

301-1 SUBGRADE PREPARATION  
 

301-1.6.1  Schedule and Tolerances of Manhole Adjustment.  Sewer 
and storm drain manhole frames and covers shall be raised to the 
finished grade by the Contractor within 48 hours of final paving. The 
Contractor shall raise the tops of all frames and covers to range from 
flush to 1/4" above the finished grade of the immediately adjacent 
pavement.  Regardless if any utility frame or cover, within the limits of 
the improvements, requires an adjustment to complete the project, 
the contractor shall thoroughly clean all covers to remove any 
markings, stains, striping, etc., unless otherwise directed by the City 
Engineer. 

 
301-1.6.2  Riverside Public Utilities (RPU) - Water Manholes and Valve 
Boxes.  At the option of the City, the contractor shall adjust water 
manhole frames and covers and water gate valve covers to range 
from flush to 1/4" above the finished grade of the adjacent 
pavement. All dirt and debris are to be removed from the valve box 
to a depth of 6" below the operating nut. 

 
Adjustment of water gate valve covers installed after March, 1983 
(cap & liner type) shall be in accordance with STD. DWG. C.W.D. - 
515. On water gate valve covers installed prior to March, 1983 (frame 
& lid type); if the frame skirt is raised above the existing gate box 
material (steel pipe), the gate box material should be extended as 
required. This extension must match the existing steel pipe O.D. & I.D. 
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and must be secured with at least (3) equally spaced one inch welds 
OR the contractor may choose to replace the Frame & Lid with a 
contractor supplied Cap & Liner. If a Cap & Liner is used, the 
contractor must drill a 1/4" hole in the new cap, 3/8" inside the interior 
ring on the cap surface. A contractor supplied 1/4" x 1-1/2" brass 
roundhead screw must be installed and the existing gate tag (with 
copper wire) inserted on the inside of the cap, then held on with a 
1/4" brass washer and nut. The top of all water valve covers shall be 
painted in accordance with Riverside Public Utilities Water Division 
Specification No. 205. 

 
Marking Paint - Lead Free 
Aervoe Pacific - #203 Blue 
Ground Traffic Coating - VOC<66% 

 
Valve boxes smaller than (8) inches in diameter shall be replaced 
with 8" gate box material and a "cap & liner" type gate valve cover, 
in accordance with Riverside Public Utilities Water Division 
Specification No. 205. Any valve box found to be corroded, bent or 
otherwise previously damaged, making adjustment impractical or 
not feasible, shall be replaced. The inspector shall determine at the 
time of construction if the valve boxes in question shall be adjusted 
or replaced. The City will furnish new gate box materials and "caps 
and liners" for valve box replacements, however the Contractor shall 
be responsible for obtaining the materials from the City Corporation 
Yard to the Project site. Arrangements for obtaining these materials 
from the City's Corporation Yard at 8095 Lincoln Avenue shall be 
made through the Inspector 15 working days prior to scheduled 
installation.  
 
Two foot by two foot rectangular valve covers marked "Riverside 
Water Company" will be adjusted to grade by the City. 

 
301-1.6.3  Riverside Public Utilities - Electric Vaults and Manholes.  At 
the option of the City, the Contractor shall adjust electric manhole 
vault frames and equipment covers so the top ranges from flush to 
1/4 inch above the finished grade of the adjacent pavement. All 
electric manhole and equipment covers adjusted to grade by the 
Contractor shall be cleaned. Adjustments shall be in accordance 
with Riverside Public Utilities Electric Division Drawings UGS-053, UGS-
062, UGS-435, and UGS-541. All work shall be accomplished in the 
presence of the Electric Operations representative. The Contractor 
shall notify the Electric Superintendent of the City Electric Division at  
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351-6373, two working days in advance of adjustment for scheduling 
of the representative. 

 
Riverside Public Utilities electric facilities shall be designated as 
follows: 

 
Manholes use Drawings UGS-062 and UGS-435 
Vaults use Drawings UGS-053 and UGS-541 

 
Since electric manholes and vaults contain energized cable and 
equipment, the Contractor shall use workers that have been properly 
trained in applicable electrical safety and work procedures to make 
the manhole and vault adjustments.  
 
Except for the gate box and valve box materials as noted, the 
Contractor shall provide all the necessary tools, equipment, and 
materials necessary to perform all adjustments. 
 
When the CIR process is utilized for asphalt pavement reconstruction, 
the Contractor shall not lower any RPU structure below the recycled 
depth and the Contractor shall avoid their structures while 
completely while completing the work.   
 
If the CIR process is utilized for asphalt pavement reconstruction, the 
Contractor shall double adjust all utility facilities as specified herein.  
For all facilities requiring double adjustments, the associated facility 
below the recycled depth shall be included in the adjusted to the 
final grade.    

 
301-1.8  Traffic Signal Pullbox Adjustments. 
 
Adjustment of traffic signal pullboxes to grade will be subject to the 
following requirements: 
 

1. The Contractor shall grout the bottom of existing pullboxes that 
are to remain in place and that are not already grouted with 
material specified in Section 87-1.03C(1) of the State Standard 
Specifications. The Contractor shall remove all grout that does not 
meet the material specifications of Section 87-1.03C(1) of the 
State Standard Specifications and the Contractor shall excavate 
within the pullbox to proper depth prior to grouting; 

 
2. The Contractor shall adjust all conduits as necessary so the 

conductors do not touch the pull box lid. In addition, a minimum 
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clearance of 3" between the top of all conduits and the bottom 
of the traffic pullbox lid shall be maintained; and, 

 
3. The Contractor shall replace "in-kind" any traffic pullbox damaged 

as a result of his operations except that the minimum size 
replacement will be a No. 5 pullbox as described on State 
Standard Plan ES-8.  Plastic Type No. 5 pullboxes will not be 
permitted. 

 
302-1 COLD MILLING OF EXISTING PAVEMENT 
 

302-1.1.1  Cold Milling Types.  All removal and replacement work shall be 
performed after cold milling. After performing Type CM1, CM2, or CM3 the 
contractor shall ramp all vertical edges with a minimum of 12 inches or at 
8:1 whichever is greater prior to opening ground areas to traffic; the 
Contractor shall be subject to the issuance of a “STOP WORK” notice, if the 
applicant fails to ramp vertical edges as described above within the given 
timeframe. 
 
"Cold Milling – Type CM1” shall be performed in areas designated on the 
Plans and shall have a minimum width of 5’ unless otherwise indicated on 
the plans.  Width shall be shall be measured from the existing gutter lip or 
the longitudinally joint line.  Cold milling shall be 0.12’ below the existing 
pavement.  
 
“Cold Milling – Type CM2” shall be performed in areas designated on the 
Plans. The milling shall be 0.12' deep minimum unless otherwise indicated 
on the plans. All 0.12’ cold mill areas shall be paved within 5 working days 
after commencement of milling. Where the CM2 milling exceeds 0.15’, the 
asphalt shall be replaced within in 24 hours after the commencement of 
the milling. Where the CM2 milling exceeds 0.20’, the asphalt shall be 
replaced utilizing a minimum of 2 lifts (0.10’ minimum per lift) with the 
following criteria:   the base course lift(s) shall be completed the same day 
as the completion of the CM2 milling; and upon completion of the base 
course replacement pavement, the milled areas may only be 0.10’ 
minimum to 0.12’ maximum below the original asphalt surface elevations, 
unless otherwise indicated on the plans and the finish coarse shall be 
replaced within 5 working days after initial commencement of milling.  The 
Contractor shall be subject to the issuance of a “STOP WORK” notice, if the 
applicant fails to replace the asphalt as described above within the given 
timeframe. 
 
“Cold Milling – Type CM3” shall be “Full-Depth Milling” as described in 
Section 302-1.5 of the Standard Specifications and performed in areas 
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designated on the Plans. The milling shall completely remove the asphalt 
pavement to the depth of the existing base or subgrade.  When the 
replacement asphalt thickness indicated on the plans exceeds the actual 
existing asphalt thickness, the Contractor shall remove the existing base 
and/or subgrade and re-compact as necessary to install the new asphalt 
to the depth indicated, unless otherwise noted or directed by the City 
Engineer.  The replacement asphalt for CM3 milling shall be completed 
utilizing a minimum of 2 lifts (0.10’ minimum per lift) with the following 
criteria:   the base course lift(s) shall be completed the same day as the 
completion of the CM3 milling; and upon completion of the base course 
replacement pavement, the milled areas may only be 0.10’ minimum to 
0.12’ maximum below the original asphalt surface elevations, and replaced 
within 5 working days after initial commencement of milling.  The Contractor 
shall be subject to the issuance of a “STOP WORK” notice, if the applicant 
fails to replace the asphalt as described above within the given timeframe; 
unless otherwise indicated on the plans. The width of removal and re-
compaction of existing base and/or subgrade shall be 5’ when adjacent 
to the existing roadway of pavement and 10’ at the pavement cold milling 
limits.   
 
Shoulder Excavation: When temporary traffic lanes have a vertical edge 2 
inches deep or deeper within 6 feet from the travel ways, the 
Applicant/Contractor shall have a minimum 4:1 compacted slope 
(Choker) along the entire travel edge.  Road users shall be warned of 
excavations utilizing signs such as LOW SHOULDER (W8-9) or OPEN TRENCH 
(C27(CA)).  In addition, edge line channelizers delineation shall be placed 
every 25 feet for the length of the excavation to warn road users of the 
excavation.  
 
The Contractor shall determine the thickness of the existing pavement 
sections including asphalt and base for all streets designated for CM3 cold 
milling, unless already completed by the City.  Prior to commencing any 
CM3 cold milling, the Contractor shall complete a minimum of 1 core per 
street that was not previously cored.    

 
302-4 SLURRY SEAL SURFACING 
 
Crack Treatment appears under Asphalt Concrete Pavement 

 
302-4.1.1  Pavement Preparation.  Pavement preparation shall consist 
of the following: 

 
1. All cracks greater than 1/8" but less than 1/2" in width shall  
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be routed to a minimum width of 1/2” and to a depth of 
3/4" to 1" deep.  

 
2. All cracks greater than 1/2” in width shall be routed to a 

depth of 3/4" to 1".  
 
3. Seven days prior to the crack routing operation, all cracks 

with existing weeds or grasses shall be treated with a 
contact herbicide such as Ranger Pro or City approved 
equal and to the manufacturer's recommendation. Prior to 
the application of any sealant, all cracks shall be 
completely cleaned of deleterious material using a blower 
or an air compressor. All wedged-in materials that are not 
readily removed by air should be removed by gouging or 
plowing. In addition, the street surface shall be completely 
cleaned of all pavement preparation debris by a power-
driven street sweeper or other suitable means at the end of 
each work day.  

 
4. After cleaning and routing but prior to the application of 

any sealant all cracks shall be treated with a selective pre-
emergent herbicide such as ACME Industrial Products 
Barrier 50W Dichlobenil Herbicide or City approved equal 
and to the manufacturer's recommendation. 

 
5. All cracks less than 1" in width shall be filled with a Crafco 

Polyflex Type 3 Sealant or approved equal. Application shall 
be with a Heated Joint Seal Machine Crafco Model BC-220 
or City approved equal and to the manufacturer's 
recommendation. These may be obtained from Crafco 
Inc., P.O. Box 20133, Phoenix, Arizona 85036. This treatment 
method shall be called "Crack Fill."  

 
6. All cracks greater than 1" in width shall be filled with PG 64-

16 asphalt concrete. This treatment method shall be called 
"Crack Repair."  

 
7. All "alligator" cracked areas of the pavement shall be 

removed to a depth specified by the City Engineer as 
described in Section 300-2 of these Special Provisions and 
replaced with DGAC. Replacement DGAC shall be 
described as "Construct DGAC Pavement" on the Plans and 
in these Special Provisions.  
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8. Perform traffic control for all work described above. 
 

302-4.8.1  Spreading at Joints.  The joint between the edge of 
pavement and the concrete gutter shall be sealed with slurry seal. 
The slurry may overlap the concrete gutter edge no more than one 
(1) inch. The edges of the slurry shall be maintained in a neat and 
uniform line. 

 
302-4.12 Cleanup of Tools.  The Contractor shall not allow any liquids used 
for cleanup of tools and equipment (such as diesel fuel or solvents) to spill 
on the pavement, curbs, gutter, parkways, or other improved areas. 

 
302-5 ASPHALT CONCRETE PAVEMENT   
 

302-5.2 Pavement Preparation.  Pavement preparation shall consist of the 
following: 
 

1. All cracks greater than 1/8" but less than 1/2" in width shall be routed to 
a minimum width of 1/2” and to a depth of 3/4" to 1" deep.  

 
2. All cracks greater than 1/2” in width shall be routed to a depth of 3/4" to 

1".  
 
3. Seven days prior to the crack routing operation, all cracks with existing 

weeds or grasses shall be treated with a contact herbicide such as 
Ranger Pro or City approved equal and to the manufacturer's 
recommendation. Prior to the application of any sealant, all cracks shall 
be completely cleaned of deleterious material using a blower or an air 
compressor. All wedged-in materials that are not readily removed by air 
should be removed by gouging or plowing. In addition, the street 
surface shall be completely cleaned of all pavement preparation debris 
by a power-driven street sweeper or other suitable means at the end of 
each work day.  

 
4. After cleaning and routing but prior to the application of any sealant all 

cracks shall be treated with a selective pre-emergent herbicide such as 
ACME Industrial Products Barrier 50W Dichlobenil Herbicide or City 
approved equal and to the manufacturer's recommendation. 
Herbicide shall NOT have glyphosate. 

 
5. All cracks less than 1" in width shall be filled with a Crafco Polyflex Type 

3 Sealant or approved equal. Application shall be with a Heated Joint 
Seal Machine Crafco Model BC-220 or City approved equal and to the 
manufacturer's recommendation. These may be obtained from Crafco 
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Inc., P.O. Box 20133, Phoenix, Arizona 85036. This treatment method shall 
be called "Crack Fill."  

 
6. All cracks greater than 1" in width shall be filled with PG 64-16 asphalt 

concrete. This treatment method shall be called "Crack Repair."  
 
7. All "alligator" cracked areas of the pavement shall be removed to a 

depth specified by the City Engineer as described in Section 300-2 of 
these Special Provisions and replaced with DGAC.  

 
8. Perform traffic control for all work described above. 

 
302-5.4.1 Tack Coat.  Tack coat shall be required as specified in Sec. 
302-5.4 "Tack Coat" of the Standard Specifications, consisting of 
0.05/gallon residue per square yard of HPS “No Track Tack” asphaltic 
emulsion by Paramount Petroleum Corporation or approved equal.  
Final pavement cap shall not be applied until the tack coat has 
cured.  The tack coat shall be considered cured when the water 
content is reduced to a minimum. 
 
302-5.5.1  Distribution and Spreading. A paving machine that picks 
up the asphalt concrete material from a windrow then spreads the 
material to a specified thickness may be used. However, the City 
Engineer may require the Contractor to use a paving machine which 
accepts the asphalt concrete material directly from the delivery 
truck, at no additional cost to the City, if the temperature of the 
asphalt concrete in the windrow cannot be maintained above the 
lower temperature limit specified in Section 302-5.5 of the Standard 
Specifications, or if the windrow blocks access to any driveway or 
side street for more than fifteen minutes prior to the paving machine 
spreading the asphalt concrete material. 
 
The City Engineer reserves the right to suspend delivery of AC to the 
jobsite to ensure the AC placement operations are completed and 
the full traveled way is opened to traffic prior to the time limits 
specified in Subsection 7-10.1 of these Special Provisions. 
 
On street widening projects, if the width of asphaltic concrete to be 
placed is 8 foot or less and/or the project length is not more than 150 
feet, the Contractor, with the approval of the City Engineer, may use 
a spreader box. 

 
Contractor shall not start paving operations after 12:00 p.m. without 
permission from the City Engineer. 
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On street widening projects where new paving joins the existing 
paving, the contractor shall overlay the existing paving as shown on 
the plans or as directed by the City Engineer to produce a smooth 
crown section. 
 
302-5.7.1  Pavement Joints.  Where new pavement joins an existing 
pavement, the surface will be inspected for smoothness of the seam 
between the two surfaces. When a six feet long straightedge is laid 
across the seam between "new" and "old" pavement, the surface 
shall not vary more than 0.03 feet from the lower edge. At join lines 
along new concrete gutters or where the existing asphalt pavement 
has been removed, the finished surface shall not vary more than 0.05' 
higher than the concrete surface that is being joined. On existing or 
proposed bike routes the finished surface shall not exceed 0.02' 
above the gutter lip. 
 
302-5.8.1  Fog Seal.  Over all newly laid asphalt paving, the 
contractor shall apply a seal coat of emulsified asphalt SS-1h as per 
Section 203-3 of the Standard Specifications.  Rate of application 
shall be approximately 0.10 gallons per square yard or as directed by 
the City Engineer. 
 

302-9 ASPHALT RUBBER HOT MIX (ARHM) 
 

302-9.1.1 Pavement Preparation.  Pavement preparation shall consist of the 
following: 

 
1. All cracks greater than 1/8" but less than 1/2" in width shall be routed 

to a minimum width of 1/2” and to a depth of 3/4" to 1" deep.  
 
2. All cracks greater than 1/2” in width shall be routed to a depth of 

3/4" to 1".  
 
3. Seven days prior to the crack routing operation, all cracks with 

existing weeds or grasses shall be treated with a contact herbicide 
such as Ranger Pro or City approved equal and to the 
manufacturer's recommendation. Prior to the application of any 
sealant, all cracks shall be completely cleaned of deleterious 
material using a blower or an air compressor. All wedged-in 
materials that are not readily removed by air should be removed 
by gouging or plowing. In addition, the street surface shall be 
completely cleaned of all pavement preparation debris by a 
power-driven street sweeper or other suitable means at the end of 
each work day.  
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4. After cleaning and routing but prior to the application of any 
sealant all cracks shall be treated with a selective pre-emergent 
herbicide such as ACME Industrial Products Barrier 50W Dichlobenil 
Herbicide or City approved equal and to the manufacturer's 
recommendation. Herbicide shall NOT have glyphosate. 

 
5. All cracks less than 1" in width shall be filled with a Crafco Polyflex 

Type 3 Sealant or approved equal. Application shall be with a 
Heated Joint Seal Machine Crafco Model BC-220 or City approved 
equal and to the manufacturer's recommendation. These may be 
obtained from Crafco Inc., P.O. Box 20133, Phoenix, Arizona 85036. 
This treatment method shall be called "Crack Fill."  

 
6. All cracks greater than 1" in width shall be filled with PG 64-16 

asphalt concrete. This treatment method shall be called "Crack 
Repair”. 

 
7. All "alligator" cracked areas of the pavement shall be removed to 

a depth specified by the City Engineer as described in Section 300-
2 of these Special Provisions and replaced with DGAC. 
Replacement DGAC shall be described as "Construct DGAC 
Pavement" on the Plans and in these Special Provisions. 

 
8. Perform traffic control for all work described above is required. 

 
302-9.2.1 Tack Coat.  Tack coat shall be required as specified in Sec. 302-
5.4 "Tack Coat" of the Std. Spec., consisting of 0.05/gallon residue per 
square yard of HPS “No Track Tack” asphaltic emulsion by Paramount 
Petroleum Corporation or approved equal.  Final pavement cap shall not 
be applied until the tack coat has cured.  The tack coat shall be considered 
cured when the water content is reduced to a minimum. 
 
302-9.3.1 Methods of Distribution and Spreading.  A paving machine that 
picks up the asphalt concrete material from a windrow then spreads the 
material to a specified thickness may be used.  However, the City Engineer 
may require the Contractor to use a paving machine which accepts the 
asphalt concrete material directly from the delivery truck, at no additional 
cost to the City, if the temperature of the asphalt concrete in the windrow 
cannot be maintained above the lower temperature limit specified in 
Section 302-5.5 of the Standard Specifications, or if the windrow blocks 
access to any driveway or side street for more than fifteen minutes prior to 
the paving machine spreading the asphalt concrete material. 
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The City Engineer reserves the right to suspend delivery of AC to the jobsite 
to ensure the AC placement operations are completed and the full 
traveled way is opened to traffic prior to the time limits specified in 
Subsection 7-10.1 of these Special Provisions. 

 
302-10 ASPHALT RUBBER AND AGGREGATE MEMBRANE (ARAM) 

 
302-10.1.A  Pavement Preparation.  Pavement preparation shall 
consist of the following: 

 
1. All cracks greater than 1/8" but less than 1/2" in width shall be 

routed to a minimum width of 1/2” and to a depth of 3/4" to 1" 
deep.  

 
2. All cracks greater than 1/2” in width shall be routed to a depth of 

3/4" to 1".  
 
3. Seven days prior to the crack routing operation, all cracks with 

existing weeds or grasses shall be treated with a contact 
herbicide such as Ranger Pro or City approved equal and to the 
manufacturer's recommendation. Prior to the application of any 
sealant, all cracks shall be completely cleaned of deleterious 
material using a blower or an air compressor. All wedged-in 
materials that are not readily removed by air should be removed 
by gouging or plowing. In addition, the street surface shall be 
completely cleaned of all pavement preparation debris by a 
power-driven street sweeper or other suitable means at the end 
of each work day.  

 
4. After cleaning and routing but prior to the application of any 

sealant all cracks shall be treated with a selective pre-emergent 
herbicide such as ACME Industrial Products Barrier 50W 
Dichlobenil Herbicide or City approved equal and to the 
manufacturer's recommendation. Herbicide shall NOT have 
glyphosate. 

 
5. All cracks less than 1" in width shall be filled with a Crafco Polyflex 

Type 3 Sealant or approved equal. Application shall be with a 
Heated Joint Seal Machine Crafco Model BC-220 or City 
approved equal and to the manufacturer's recommendation. 
These may be obtained from Crafco Inc., P.O. Box 20133, 
Phoenix, Arizona 85036. This treatment method shall be called 
"Crack Fill."  

 



 

Public Works Special Provisions  Page 51 

6. All cracks greater than 1" in width shall be filled with PG 64-16 
asphalt concrete. This treatment method shall be called "Crack 
Repair”. 

 
7. All "alligator" cracked areas of the pavement shall be removed 

to a depth specified by the City Engineer as described in Section 
300-2 of these Special Provisions and replaced with DGAC. 
Replacement DGAC shall be described as "Construct DGAC 
Pavement" on the Plans and in these Special Provisions. 

 
8. Perform traffic control for all work described above is required. 

 
302-10.1.B Application.  In addition to the minimum temperature requirements 
listed in the Standard Specifications, the maximum allowable atmospheric 
temperature for application of the Asphalt-Rubber Chip Seal shall be 100 degrees 
Fahrenheit.  The Contractor shall provide a pavement temperature reading, with 
an infrared heat measurement instrument, when requested by the City Engineer. 
 
A tack coat shall be required as specified in Sec. 302-5.4 "Tack Coat" of the Std. 
Spec., consisting of 0.05/gallon residue per square yard of HPS “No Track Tack” 
asphaltic emulsion by Paramount Petroleum Corporation or approved 
equal.  Final pavement cap shall not be applied until the tack coat has 
cured.  The tack coat shall be considered cured when the water content is 
reduced to a minimum. 
 
The method and equipment for combining the rubber, asphalt and extender oil 
or kerosene shall be so designed and accessible that the City Engineer can 
readily determine the percentages, by weight, of each of the materials being 
incorporated into the mixture. 
 
Application of asphalt-rubber shall be discontinued sufficiently early in the day to 
permit the termination of traffic control to meet the requirements of Section 7-10.1 
of these Special Provisions. 
 
A light brooming shall be performed to remove loose screenings: (1) before traffic 
is permitted on the asphalt-rubber, (2) at the end of each day's work; and (3) as 
a first order of work on the morning following the application of screenings.  The 
exact time for brooming will be determined by the City Engineer.  The surface of 
the asphalt-rubber and adjacent pavement shall be swept or broomed as often 
as necessary each day (including weekends or holidays) after applying 
screenings to maintain the entire paved roadbed free of loose screenings.  At the 
end of each day after applying screenings, any excess screenings shall be 
removed from all paved areas.  Sweeping or brooming of seal coat surfaces shall 
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be performed in such a manner that the screenings set in the binder will not be 
displaced. 

 
Following the completion of the paving, sweeping shall be performed as follows: 

 
i) For a period of one week after the completion of the paving 

sweeping shall be performed every other day. 
 
ii) For the subsequent five weeks sweeping shall be performed once a 

week. 
 

In addition to any traffic control for other items of construction, the Contractor 
shall provide additional signs for the ARAM operation advising of the construction 
zone speed limit and loose gravel warning signs.  These signs will be placed at 
intervals not exceeding 500' with additional signs placed at each side street 
entering the construction zone.  Additional advance warning signs may also be 
required by the City Engineer at each end of the project and on key side streets 
to allow alternate routes to be used. 
 

302-10.2.1  Placement of Emulsion-Aggregate Slurry.  The placement of the 
slurry seal as part of a Cape Seal shall be delayed for a sufficient time to 
allow for adequate setting of the asphalt-rubber (typically 24 to 48 hours), 
but shall not exceed 96 hours prior to starting of slurry operations.  If 
determined necessary by the City Engineer, the placement of ARAM may 
be delayed to allow coordination of the slurry sealing to maintain 
compliance with the above time requirements. 

 
302-14 FOG SEAL  
 
Fog seal shall be accomplished at locations designated on the Plans. Fog sealing 
shall be in accordance with Section 37 "Bituminous Seals" of the State Standard 
Specifications. Material for the fog seal shall be SS-1h. The rate of application shall 
be between 0.05 Gal/S.Y. and 0.10 Gal./S.Y. Water shall be added to the emulsion 
and mixed therewith in such proportion that the resulting mixture will contain not 
more than 25% of added water, the exact quantity of added water shall be 
determined by the City Engineer. Asphaltic emulsion shall be reheated as 
necessary, so that when the material is transported to the site of the work, the 
temperature will be between 150F and 160F. 

 
302-15 ASPHALT CONCRETE BERMS AND DIKES 
 

302-15.1  General.  Asphalt concrete berms and dikes shall be shaped and 
compacted with an extrusion machine or other equipment capable of 
shaping and compacting the material to the required cross section. 
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303-1 CONCRETE STRUCTURES  
 

303-1.4.4.1 Inlet/Catch Basin Marker.  The Contractor shall apply a City 
furnished Inlet marker on the top of every catch basin/inlet within the 
project limits as directed by the Engineer. The curb marker shall be picked 
up by the Contractor at the City of Riverside City Hall, Public Works Counter, 
3900 Main Street, 3rd Floor, Riverside, CA  92522. Application of inlet marker 
shall be as follows: 

 
1) Application shall be installed in accordance to the manufacturer’s 

recommendations.  
2) Do not install on soil-saturated surfaces, joint or crack-seal filled areas, 

surfaces with sealing compounds, previous stencils, all other deleterious 
material attached to the concrete surface, or surfaces with standing 
water. Area to receive curb marker must be cleaned of the above using 
a broom, air sweeper, and sandblaster. 

3) Oil and grease residue must be completely removed by steam cleaning 
or other methods as approved by the Engineer. 

4) Concrete less than three months old must be sandblasted to remove 
curing compound. Concrete should be free of moisture for 24 hours or 
more prior to application of marker. 

5) Markers are to be placed on center and on top of the inlet.  If there are 
no curb, then the marker shall be affixed to the concrete adjacent to 
the grate. 

 

303-5 CONCRETE CURBS, WALKS, GUTTERS, CROSS GUTTERS, ALLEY INTERSECTIONS, 
PEDESTRIAN RAMPS, AND DRIVEWAYS   
 

303-5.1.3  Driveway Entrances.  Unless otherwise specified on the plans or 
by the City Engineer driveway approaches and alley approaches shall be 
constructed in accordance with Standard Drawing No. 302. 
 
If a new driveway approach is to connect to an existing curb and gutter, 
or when an existing curb and gutter depression is to be replaced with a full 
curb face curb, construction shall be in accordance with Standard 
Drawing No. 303. 
 
Alley approaches which are to drain an alley more than 50 feet long shall 
have the back of the alley approach at is center depressed by 0.25 feet to 
accept drainage. 
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303-5.1.4  General Requirements.  In areas where mail delivery is curbside, 
the Contractor shall provide openings in the sidewalk for the installation of 
posts for mail boxes. The openings shall be 6 inches square or 6 inch 
diameter round. The center of the opening shall be 16 inches from the curb 
face, adjacent to the driveway on the far side related to normal vehicle 
traffic directions.  
 
Where curb and gutter is to be removed and replaced, the Contractor shall 
also remove a minimum of 12" of existing pavement to facilitate the setting 
of forms and compaction of backfill. Paving replacement shall be 6" full 
depth AC.  
 
Curb and gutter shall be poured independent (separate) of driveways, 
pedestrian ramps and sidewalks. 
 
When the grade of C&G is less than 0.4%, the Contractor, at no additional 
cost, shall place (2) #3 reinforcing bars in the gutter. Construction stakes for 
curbs with flatter grades than 0.4% shall be every 12.5'. 
 
Where new or replacement curb and gutter lengths are fifty (50) feet or 
greater, the City Engineer will determine the need for construction stakes 
for grade. 
 
The Contractor shall take measures to prevent graffiti, footprints, tire marks, 
etc., in the fresh concrete. The Contractor shall be responsible for all 
markings.  
 
On projects with sidewalk construction, the Contractor, unless otherwise 
instructed, shall grade the parkway and slopes as shown on Standard 
Drawing No. 325.  
 
When relocation of water meters are indicated, the Contractor shall be 
responsible reconnect the private side of the water line to the back of the 
meter’s new location including extending new pipe as necessary.  
  
On projects with median hardscape construction, the Contractor shall 
provide a 3" diameter blockout in the concrete at each median nose that 
is at least 4 feet wide for installation of traffic signs. This shall be 
accomplished by embedding a 3" PVC pipe in the concrete 5 feet from 
the curb face at the median nose.   
 
For the construction of concrete spandrels the curb returns will be counted 
as C&G with a gutter 2 feet wide. Only the remainder of the spandrel will 
be paid for as cross gutter and spandrel.  
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When pedestrian ramps are proposed to be constructed within existing 
concrete spandrels, the Contractor shall sawcut the sprandel to construct 
the new pedestrian ramp per the City standard drawings including any 
modifications indicated on the plans.   
 
No mortar finish coat shall be required for curbs. 
 
New sidewalk constructed in areas of existing sidewalk shall be scored to 
match the existing score pattern. Failure to score the sidewalk 
appropriately shall be cause for rejection. 
 
On projects with pedestrian ramp construction, the AC pavement shall be 
placed flush with the concrete gutter along the pedestrian ramp. Removal 
and replacement of curb, gutter and sidewalk for pedestrian ramps shall 
be to the nearest joints.  Sections less than 5’ in width/length shall be 
removed and replaced as directed by the City Engineer. The PCC retaining 
curb shall be poured monolithic with the adjacent sidewalk or pedestrian 
ramp. 
 
It is the Contractor’s responsibility to mark the approximate saw cut limits for 
the construction of pedestrian ramps including asphalt pavement areas.  
The City’s Inspector shall review the marked limits before any removals.  If 
the Inspector requests additional removals, then the Contractor must adjust 
the limits as necessary.   
 
No survey work or staking will be provided by the City for pedestrian ramps, 
curb, gutter, driveway, and sidewalk construction or replacement. 
 
303-5.3.1 Concrete cleanup.  The contractor shall have a concrete 
washout plan approved by the City prior to concrete being delivered to 
the site. 

 
303-5.5.2 Curb.  The face and top of curb shall be carefully troweled to a 
smooth and even finish. The top of curb shall be finished with a transverse 
slope toward the gutter and the edges rounded in accordance with 
Standard Drawing No. 200. The troweled surface shall be finished with a 
fine-hair broom applied parallel with the line of work. The edge of the 
concrete at all expansion joints shall be rounded to a 1/4" radius. Joints shall 
conform with Subsection 303-5.4 of the Standard Specifications. 

 
Application of class “B” mortar to face of curb is not required. Stamping of 
Contractor’s name and the year shall not be performed. 
 
When a straight edge ten (10) feet long is laid on the top or face of the 
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curb or on the surface of gutters, the surface shall not vary more than one-
eighth (1/8) inch from the edge of the straight edge; except at grade 
changes or curves. 
 
303-5.7.1  Reasons for Rejection. 

 
1. Transverse cracks through the C&G, exceeding 0.01 foot in width 

at any point. 
 
2. Vertical displacement exceeding 0.01 foot, or which causes 

water to pond in the gutter for a distance exceeding 2 feet. 
 
3. Serious or extensive surface imperfections. 

 
4. Graffiti, footprints, tire marks, etc., in the fresh concrete. The 

Contractor shall be responsible for prevention of all markings. 
 

5. Transverse cracks causing 5 feet or less of C&G to be "floating," or 
unattached to other C&G. 

 
6. Cracks causing 25 square feet or less of sidewalks, approaches, 

cross gutters, or aprons to be "floating," or unattached to other 
approaches, cross gutters, or aprons. 

 
Rejected concrete work shall be removed by means of a sawcut at a score 
line. If no score line exists, the minimum removed area or unscored area left 
in place shall be 25 square feet and the minimum width shall be 4 feet.  
 
Temporary resurfacing shall be required only at times and locations 
determined by the City Engineer during construction.  Paving may be 
required to be performed on non-holiday weekends, barring any special 
event activities.   
 
When completing any concrete improvements adjacent to existing asphalt 
pavement, the Contractor shall repair the open asphalt slot created within 
five (5) calendar days after commencement of any removals. Permanent 
paving is required WITHIN 2-WEEKS of completing any excavation.  If the 
Contractor does not adhere to this requirement, a “STOP WORK” notice will 
be issued. 
 
When an existing irrigation system is disrupted and/or the existing 
landscaping is damaged and/or removed to remove and replace any of 
the existing concrete work described, the Contractor shall repair/modify 
the existing irrigation system to provide adequate irrigation coverage and 
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replace the existing landscaping, in-kind, within 48 hours after the initial 
associated disruption and/or removal.  Sod shall be utilized to replace any 
removed and/or damaged grass coverage.  
 

303-8 PERVIOUS CONCRETE 
 

303-8.9.10 Submittal.  Prior to commencement of the work the contractor 
shall submit the following: 
 

a. Concrete Materials: 
1. Proposed concrete mixture proportions including all material 

weights, volumes, density (unit weight), water-to-cement 
(cementitious) ratio, and void content. 

2. Aggregate type, source, and grading. 
3. Cement, supplementary cementitious materials, and 

chemical admixture manufacturer certifications. 
 

b. Aggregate base materials: washed aggregate type, source, 
grading, and void content (percent porosity). 

 
c. Qualifications and Certifications. 

 
d. Project details including a jointing plan, construction details, 

schedule, construction procedures, and quality control plan.   
 

e. List of all subcontractors, material suppliers, and testing laboratories 
to be used on the project.   

 
306-1 OPEN TRENCH OPERATIONS   
 

306-1.A  Tunneling:  When tunneling occurs under any structure, pipe, 
conduit, sidewalk, curb & gutter, structures, ramps, fixed object, etc., one 
(1) sack slurry shall be used to achieve minimum 90% compaction, 
 
Refurbishment of asphalt may be required to be performed on Saturdays 
(Non-Holiday weekend) using ARHM, 
 
At the discretion of the City Engineer, saw cutting of the asphalt and or 
concrete shall be performed when alligator cracking is present or not.   
 
306-1.B  UTILITY POTHOLE/CORE REPAIR:  

 Utility pothole work shall be completed utilizing Saw-cut or core 
drilling methods.  When saw-cutting methods are used, refer to 
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City Standard Drawing No. 453 for determination of asphalt 
refurbishment limits or as directed by the City Engineer. 

 If pothole/core work removes traffic striping, replace striping shall 
be replaced in-kind. 

 When utility pothole/core work is completed within concrete 
areas, the contractor shall be responsible to replace full concrete 
panels or sections per the associated City Standard Drawing.  

 When trench backfill and roadway repair work is performed, refer 
to the notes indicated in City Standard Drawing No. 453. 

 When multiple potholes are completed parallel to the traffic lane, 
with a spacing of 24’ or less, coldmill and overlay requirements 
shall adhere to City Standard Drawing No. 453 or as directed by 
the City Engineer. 

 No utility pothole/core work will be allowed on streets that have 
paved/resurfaced within three years, except for emergency 
situations or in conjunction with providing utility service 
connections.  

 
Backfill shall consist of one (1) sack slurry or as approved by the City 
Engineer.  NO hand mixing. 

 
306-1.1.1  General. Where trench is close to street lights, catch basins, 
or other structures, the Contractor shall brace as necessary to 
prevent dislocation of the structure. In the area of any such 
structures, the trench backfill shall be compacted to 95% to the full 
depth of the structure.  
306-1.1.5  Removal and Replacement of Surface Improvements.  
Removal and replacement of bituminous pavement and base 
material shall be in accordance with City Standard Drawing No. 453. 
 
306-1.1.7  Alternate Pipe for Sanitary Sewers.  As an alternate to the 
Vitrified Clay Pipe (VCP) specified on the Plans, the Contractor, 
subject to the City Engineer's approval, may use any plastic pipe 
described and specified in the Standard Specification with the 
following limitations:   

 
1. Plastic pipe shall be limited to use in areas that are 

predominantly residential and to sizes not exceeding 15 inches 
in diameter.  

 
2. The engineer of record shall specify the type of pipe bedding 

on the plans per City Standard Drawing No. 452 or provide 
special pipe bedding detail. 
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3. Change in pipe material is not allowed between two 
manholes.  All house connection sewer laterals shall be of the 
same material as the main pipe with that reach.  

 
4. Unless otherwise specified on the plans, plastic pipe shall be 

bedded as follows:   
 
      Depth of Cover 

Type of Pipe   Above Bedding Bedding 
Solid Wall (ABS & PVC) 0 to 4'   Case III  

 4' to 17'  Case I  
 17' to 30'  Case II N=D'+1" 

over 30'  Special Design 
 

ABS and PVC Composite less than 4'  Case II  
   4' to 9'  Case I  
   9' to 21'  Case I  
   21' to 30'  Case II N=D'+1" 
   over 30'  Special Design  

 
5. When the plans call for installing plastic pipe, such option shall 

apply to a minimum reach of the sewer between any two 
manholes and shall include all house connection sewer laterals 
within that reach.  

 
306-1.1.8  Unsuitable Material.  The conditions and requirements for 
the determination and disposition of unsuitable material in trench 
excavations shall be in accordance with Section 300-2.2, “Unsuitable 
Material” of the Standard Specifications.  
 
306-1.1.9 Steel Plate Bridging. If, at the end of the working 
day, open trench backfilling operations have not been properly 
completed, steel plate bridging shall be required to make the entire 
roadway section safe and available to pedestrians and the travelling 
public.  All steel plates used within the Public Right-of-Way shall be 
NON-SKID type.  The maximum length of steel plate bridging allowed 
over an open trench for the entire project is 50 feet unless the 
Contractor obtains prior written approval of the City Engineer.  
Placement of steel plate bridging shall be approved by the City 
Engineer. 
 

306-1.1.9.a Steel Plate Bridging Method. The steel plate 
bridging installation shall conform to the following: 
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1. For speeds greater than 45 mph: The pavement shall 
be cold planed to a depth equal to the thickness of 
the plate and to a width and length equal to the 
dimensions of the plate. 
 

2. For speeds 45 mph or less: Approach plate(s) and 
ending plate (if longitudinal placement) shall be 
attached to the roadway by a minimum of 2 dowels 
pre-drilled into the corners of the plate and drilled 2 
inches into the pavement. Subsequent plates are 
butted to each other. Fine grade asphalt concrete 
shall be compacted to form ramps, maximum slope 
8.5% with a minimum 12 inch taper to cover all edges 
of the steel plate.  When steel plates are removed, the 
dowel holes in the pavement shall be backfilled with 
either graded fines of asphalt concrete mix, concrete 
slurry, or an equivalent slurry satisfactory to the City 
Engineer. 
 

The Contractor shall be responsible for daily maintenance of 
the steel plates, shoring, and asphalt concrete ramps. 
 
Unless prior permission is obtained, steel plate bridging should 
not exceed 4 consecutive working days in any given week.  
Backfilling of excavations shall be covered with a minimum 3 
inch temporary layer of cold asphalt concrete compacted 
with a steel wheel roller when steel plates are not being used.  
Permanent re-paving is required within 15 days of excavation. 
 
The following table shows the minimum thickness of steel plate 
bridging required for a given trench width: 
 

   Trench Width (inches)        Minimum Plate Thickness (inches) 
    10"      1/2" 
    23"      3/4" 
    31"      7/8" 
    41"      1" 
    63"      1 1/4" 
 

For spans greater than 63", a structural design shall be 
prepared by a California registered Civil Engineer. 
 
Steel plate bridging shall be steel designed for HS20-44 truck 
loading per the State Bridge Design Specifications Manual.  
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The Contractor shall maintain on the steel plate a non-skid 
surface having a minimum coefficient of friction equivalent to 
0.35 as determined by California Test Method 342. If a different 
test method is used, the Contractor may utilize standard test 
plates with known coefficients of friction to correlate skid 
resistance results to California Test Method 342.  These test 
plates are available from Caltrans District Materials Engineer. 
 
A Rough Road sign (W33), with black lettering on an orange 
background, may be used in advance of steel plate bridging.  
This sign is to be used along with other required construction 
signing. 
 

306-1.1.10  Excavations Adjacent to Trees.  The following 
specifications are to be adhered to when excavating adjacent to 
street trees in the City.  Any exception to these requirements must be 
approved by the City Engineer. (Chapter 15.08.020, Riverside 
Municipal Code.).  
 
No excavation shall take place within the following specified 
distances from the perimeter of trees at ground level: 

 
Tree Size      Clearance (ft)      Tree Size (inches)       Clearance (ft) 
Palm Trees only 1.5 ft          13-24” diameter     4.5 ft 
0-6” diameter 3.0 ft          25-36” diameter     5.0 ft 
7-12” diameter 3.5 ft          37” and up      6.0 ft 

 
Tunneling is permitted if it is not through the center of the tree at a 
depth that will not destroy the anchor roots of the tree.  Where it is 
necessary to excavate adjacent to existing trees, the Contractor 
shall avoid injuries to trees and tree roots.  Excavation in areas where 
2-inch and larger roots occur shall be done by hand.  All roots 2 
inches and larger in diameter shall be tunneled under and shall be 
heavily wrapped with wet burlap to prevent scarring or drying.  
Where a trenching machine is operated close to trees having roots 
smaller than 2 inches in diameter, the wall of the trench adjacent to 
the trench shall be hand trimmed, making a clean cut through the 
roots.  Any tree roots 1 inch or larger in diameter shall be painted with 
two coats of tree seal or approved equal.  Trenches adjacent to trees 
shall be closed within 24 hours.  No dirt can be piled up against a tree 
without a protective separator such as lumber, plywood, etc.  The 
protective separator shall not be nailed to the street tree.  The party 
responsible for any damage to a street tree will be billed in 
accordance with the Riverside Municipal Code. 
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306-1.2  Installation of Pipe.  The materials used for the construction of 
sanitary sewer shall remain the same between manholes.  When 
reconstructing sanitary sewer laterals the new pipe shall be the same as the 
existing lateral. 

 
306-1.2.1  Bedding.  Pipe bedding shall be per Std. Dwg. No. 452, 
Case I, unless otherwise shown on the Plans or as follows: 

 
     Depth of Cover  
Type of Pipe   Above Bedding  Bedding 
Solid Wall (ABS & PVC)      0 to 4 ft   Case III 
         4  to 17 ft   Case I 
         17 to 30 ft  Case II N=D’+1 
         Over 30 ft  Special Design 
 
Composite (ABS & PVC)      0 to 4 ft   Case II 
         4 to 9 ft   Case I 
         9 to 21 ft   Case I 
         21 to 30 ft  Case II N=D’+1 
         Over 30 ft   Special Design 

 
306-1.2.4.1  RCP Tongue-and-Groove Mortar Sealant.  For all pipe 
diameters measuring 24” and larger, the application of the mortar as 
described in the Standard Specifications shall be applied to the 
interior and exterior of all pipe joints.  For all pipe diameters measuring 
less than 24” the application of the mortar shall lonely apply to the 
interior of all pipe joints.  

 
306-1.2 Backfill and Densification.  Trench backfill shall be per Std. Dwg. No. 

453.  contractor shall provide to the City Engineer compaction test 
results certified by an approved civil or soils engineer of all work done 
including AC pavement.  All costs for testing shall be borne by the 
contractor. 

 
306-1.3.2  Mechanically Compacted Backfill.  Impact type 
pavement breakers (stompers) will be permitted over vitrified clay 
pipe only after a minimum of four feet of backfill has been placed 
over the top of pipe and compacted by other means. 

 
306-1.3.9  Backfill in Easements.  Backfill shall comply with the same 
requirements as backfill in streets.  
 
306-1.5.1  Temporary Resurfacing.  Temporary resurfacing shall be 
required only at times and locations determined by the City Engineer 



 

Public Works Special Provisions  Page 63 

during construction. The cost to maintain all temporary resurfacing 
areas shall be the responsibility of the Permit Applicant and shall be 
responsible for furnishing, placing, maintaining, removing, and 
disposing of such temporary materials.  

 
306-1.6  Open Trench Installations.   The Permit Applicant shall be 
responsible for shoring, bracing, or worker protection for excavation of a 
trench 5 feet or greater in depth.  

 
Providing and placing steel plates for bridging open trenches; cutting and 
removal of asphalt pavement and PCC pavement prerequisite to 
trenching; removal of sub-surface material including any hard rock; 
removal of the interfering portions of laterals; protection of existing pipelines 
and structures which are adversely affected by the trenching operation; 
removal of interfering portions of abandoned conduits, sewer mains and 
capping of the remainder as required; sewer bypass pumping; placement 
of pipe bedding per Plans and Specifications; providing and placing sewer 
pipe; backfill and compaction as specified in Standard Drawing No. 453 
and as shown on the plans; testing of the pipeline; cross gutter, and/or 
driveway improvements removed to install the pipeline; any temporary 
resurfacing, base paving flush with the street; landscape and irrigation 
replacement; blue fire hydrant pavement markers; and lawful disposal of 
all excess material generated by the work. 
 
306-1.8   Trench Shoring. Trench shoring including furnishing and placing 
such shoring or bracing as required by the Standard Specifications or as 
directed by the City Engineer and in compliance with Article 6, Section 1541 
of the most current edition of “Construction Safety Order” published by the 
Department of Industrial Safety, State of California. All shoring plans must 
be submitted to the City Engineer for approval at least seven working days 
prior to commencing work. 

 
306-5 ABANDONMENT OF CONDUITS AND STRUCTURES 
 

306-5.1 General.  Abandonment of Conduits and Structures includes the 
abandonment and demolition of existing sanitary sewer pipe, manholes, 
and other appurtenant structures in accordance with the requirements of 
Section 306-5 of the Standard Specifications as modified by these special 
provisions. 
 
Abandonment and demolition of existing sewer main and manholes shall 
include all labor, equipment, materials and incidentals necessary to 
remove interfering portion and legally disposal of the removed items or 
abandon in place the existing sewer main and manholes in the locations 
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specified in the plan drawings.  Work required to complete this task 
includes, but is not limited removing and salvaging to the owner manhole 
frame and cover assemblies, filling existing underground pipelines with sand 
or cellcrete, removing and hauling to disposal the uppermost 4-feet of the 
manhole barrels, breaking out the manhole bases to allow drainage and 
abandoning the concrete in the hole, backfilling the remaining portions of 
the manholes with sand to a depth of 3-feet below surface grade, 
backfilling and compacting the manhole location within 4-feet of the 
surface with approved backfill materials, and completing necessary 
surfaces repairs as required to complete the work.   

 
306-7 CURB DRAINS 
 

306-7.1  General.  Two 30" long No. 3 reinforcing bars shall be embedded in 
the curb, centered over the drain. ABS pipe is not allowed. 

 
306-9 DEMOLITION OF EXISTING PUMP STATION 
 
Following the construction and successful testing of the new sewer, the existing 
pump station shall be demolished pursuant to the Technical Specifications 
Section 02050 and as shown on the Plans. 
 
314 TRAFFIC STRIPING, CURB AND PAVEMENT MARKINGS, AND PAVEMENT MARKERS 
 
Striping and pavement markings shall conform to Section 84-2 “Traffic Stripes and 
Pavement Markings” of the State Standard Specifications. 
 
Pavement markers shall conform to Section 81-3 “Pavement Markers” of the State 
Standard Specifications. 

 
Unless otherwise noted, Thermoplastic paint shall be utilized for the project.  All 
cat-tracking shall be in place within 48 hours from the completion of asphalt 
overlay and/or rubberized emulsion-aggregate slurry application.  Unless 
otherwise approved by the City Engineer; once cat-track is complete, a request 
for cat-track approval shall be forwarded to the project manager or inspector. 
Contractor shall allow 2 working days for cat-track approval. Once cat-track is 
approved, striping installation shall commence within 2 working days, except in 
cases where loop detectors are required or slurry has been installed. In cases 
where loops are required, loops installation is to commence within 2 working days 
of cat-track approval and striping work shall commence within 2 working days of 
loop install completion. In cases where slurry is proposed, a minimum of 7 days to 
a maximum of 10 days shall lapse between the slurry and striping installation work, 
unless otherwise approved by the City Engineer.  The applicant must notify the  
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Traffic Signal Division a minimum of 48 hours before cutting/damaging ANY traffic 
signal loops. 

 Traffic Signal Division Supervisor: 
 Cell (951) 453-5185  
 Office (951) 351-6060 

 
The thermoplastic material shall be applied by extrusion method in a single 
uniform layer. Stencils shall be used when applying thermoplastic material for 
pavement markings. The pavement surface to which thermoplastic material is 
applied shall be completely coated by the material and the voids of the 
pavement surface shall be filled. 
 
If green bicycle lane pavement markings is specified it shall consist of preformed 
thermoplastic markings. The markings shall be PreMark ViziGrip, or approved 
equal, and must be a resilient light green color thermoplastic product.  The 
markings must contain glass beads and abrasives in an alternating pattern. The 
markings must be resistant to the detrimental effects of motor fuels, lubricants, 
hydraulic fluids etc. Lines, legends and symbols are capable of being affixed to 
bituminous and/or Portland cement concrete pavements by the use of the 
normal heat of a propane torch.  
 
The markings must be capable of conforming to pavement contours, breaks and 
faults through the action of traffic at normal pavement temperatures. The 
markings shall have resealing characteristics, such that it is capable of fusing with 
itself and previously applied thermoplastic when heated with the torch. The 
markings shall not have minimum ambient and road temperature requirements 
for application, storage, or handling. The PreMark Vizigrip material must be 
composed of an ester modified rosin resistant to degradation by motor fuels, 
lubricants etc. in conjunction with aggregates, pigments, binders, abrasives, and 
glass beads which have been factory produced as a finished product, and meets 
the requirements of the current edition of the Manual on Uniform Traffic Control 
Devices for Streets and Highways. The thermoplastic material shall conform to 
AASHTO designation M249-79 (98), with the exception of the relevant differences 
due to the material being supplied in a preformed state.  
 
The Light Green Pigment color shall be manufactured with appropriate pigment 
to ensure that the resulting color complies with the Light Green color as specified 
in the FHWA Memorandum dated April 15, 2011: Interim Approval for Optional Use 
of Green Colored Pavement for Bike Lanes (IA-14). 
 
If paint (2 coats) is specified it shall consist of painting traffic stripes and pavement 
markings, including applying glass beads. The material and application of the 
paint materials shall- conform to the provisions of Section 84-2, “Paintings,” of the 
State Standard Specifications. 
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Temporary pavement delineation, including but not limited to raised flexible 
reflective tabs and/or reflective adhesion tape, shall be installed and maintained 
by the Contractor during or between construction stages and operations for the 
purpose of providing traffic control and public safety.  The specific type or 
method of temporary pavement delineation used by the contractor shall be 
approved by the City Engineer prior to application.  

 
When using raised flexible reflective tabs or reflective adhesion tape for 
temporary pavement delineation along the direction of travel (longitudinal lines), 
temporary stripes shall be placed on the pavement surface at a 6 inch or 12 inch 
offset left of the proposed permanent pavement stripe.  Prior to the application 
of the permanent stripe the Contractor shall remove the tabs or tape from the 
pavement surface.  

 
When reflective adhesive tape is used for lane delineation, a minimum of 3-foot 
strip of tape shall be placed at 12-foot intervals (gaps) regardless of the posted 
speed for the zone requiring temporary striping.  When raised reflective tabs are 
used for lane delineation, the tab spacing shall not exceed 24 feet. Raised flexible 
reflective tabs shall not be utilized for limit lines (stop bars) or crosswalks without 
prior approval of the City Engineer. 

 
When temporary pavement delineation is needed on a roadway surface that has 
been grinded, temporary paint shall be utilized.  Said temporary pavement 
delineation must match the alignment, spacing, color, and paint requirements of 
the permanent or previous pavement delineations. Contractor must maintain the 
visibility of the temporary paint and re-apply new coats as deemed necessary by 
the City Engineer. 
 
When temporary pavement delineation is needed on a roadway surface that has 
been slurried, the Contractor shall not use reflective adhesion tape or temporary 
paint.  The Contractor shall use raised flexible reflective tabs that follow the 
alignment of the permanent paint. Prior to the application of the permanent 
stripe the Contractor shall remove the tabs from the pavement surface.  
 
When temporary pavement delineation is needed on a roadway that has 
received the installation of ARAM, the Contractor shall not use reflective adhesion 
tape or raised flexible reflective tabs. The Contractor shall use temporary paint 
that follows the alignment of the permanent paint.  
 
Traffic stripes shall be measured by the linear foot without deduction for gaps in 
the broken traffic stripes. A double extruded thermoplastic traffic stripe consisting 
of two 6-inch-wide yellow stripes is measured as 2 traffic stripes. Pavement 
markings and a 12-inch solid lane lines shall be measured by the area covered in 
square feet.  
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All painted striping removals including traffic stripes, markings, legends and other 
striping details shall be removed by wet sandblasting and then fog sealed if the 
roadway is not being resurfaced. All thermoplastic striping removals including 
traffic stripes, markings, legends and other striping details shall be removed by 
grinding method (micro-planer method, or City approved equal) and then fog 
sealed if the roadway is not being resurfaced. The fog seal shall conform to 
Section 302-14 of these Special Provisions. The fog seal shall be used to seal and 
protect the existing asphalt surface and reduce raveling due to the striping 
removals.  
 
Pavement markers shall be placed in conformance with the provisions in Section 
81-3, "Pavement Markers," of the State Standard Specifications. Attention is 
directed to "Traffic Control System For Moving Lane Closure on Multilane 
Highways" (Standard Plan T16) of the State Standard Plans regarding the use of 
moving lane closures during placement of pavement markers. The contractor 
shall furnish the City Engineer certificates of compliance for the pavement 
markers in conformance with the provisions in Section 81-3.018, "Submittals", of the 
State Standard Specifications.  
 
The Contractor shall be required to furnish and install Stimsonite Model 88AB Two-
Way Blue Reflective Markers as shown on the City of Riverside Public Utilities 
Department Standard Drawing CWD-700. Stimsonite Model 88AB Two-Way Blue 
Reflective Markers shall be included in the cost for striping. 
 
315 ROADSIDE AND STREET NAME SIGNS 
 

315-1 Placement of Roadside Signs. Roadside sign(s) shall include 
installation of sign panel(s), fastening hardware, back braces, straps and 
saddle brackets, and frame assemblies for multiple sign panels. A roadside 
sign includes a traffic sign with 1 or more sign panel(s) attached to a 
supporting structure. A supporting structure is typically 1 or 2 posts, a signal 
standard, or street light standard. 
 
The sign must not be chipped or bent. Traffic sign face shall be 3M Diamond 
Grade DG3 Reflective Sheeting (ASTM XI) with protective graffiti film. All 
warning signs shall have a fluorescent yellow background and school signs 
shall have a fluorescent yellow-green background. Sign and/or post 
installation shall be per City of Riverside Standard Drawing No. 664. 
 
315-2 Placement of Street Name Signs. Street Name Signs shall include 
installation of sign panels (both streets), breakaway signpost system if 
applicable and fastening hardware to provide a complete street name 
sign unit. The street name sign installation shall be per City of Riverside 
Standard Drawing No. 662. 
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EXHIBIT A.  SAMPLE NOTICE OF CONSTRUCTION 
 
 
NOTE:   The letter should be printed on Contractor’s letterhead and should be 
updated, as needed, to reflect the current project details and location(s).   

 

 

NOTICE OF CONSTRUCTION 
 

[Insert Contactor Name] has been contracted by the City of Riverside Public 
Works Department to complete [Insert Formal Project Name]; Wards Where Work 
is Taking Place [Insert Actual project name and location(s)]. 
 

The project consists of removal and replacement of damaged curb, gutter, 
sidewalk, driveway approaches, cross gutters, ADA non-compliant wheelchair 
ramps, and construction of new wheelchair ramps where needed. Concrete 
work will be followed up by asphalt refurbishment.   
 

Concrete work will take place on High Street from Victoria to Carlton and on 
Rancho from High Street to Sedgewick between 09/25/17 and 10/13/17. 
Pending weather conditions.   
 

Improvements are in most area of the City. Once concrete work is completed 
in all areas a secondary notice will be distributed advising of the asphalt work 
and timelines. Asphalt is anticipated to start 4 to 5 months after concrete work 
is completed in your area.  
 

Temporary No Parking signs will be posted at least 48 hours in advance. Dates 
and times that parking is restricted will also be posted. Access for emergency 
vehicles, pedestrians, traffic, and trash services will be maintained at all times. 
We ask that you refrain from running excess water in the gutters during 
construction as it may delay the work. 
 

Thank you in advance for your cooperation during construction. 
 
Should you have concerns regarding the project, please contact; 
### ###-### –  Contractor Name during working hours or, 
### ###-#### - Contractor Representative 24 hours a day if your concern 
is of an emergency nature. 
 
 
We look forward to completion of a successful project. 

(***Attach construction area map to backside of notification letter***)
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