PRECAST PULL BOXES
NON-RECESSED

Cover to be labeled as "RIVERSIDE ELECTRIC". See UGS-050 for details.

Optional Grade Ring Extension

Bonding Insert (Tied to Rebar Cage)
See UGS-225 for Details

Ea. End Wall Grounding Insert
See UGS-225 for Details

20" x 20" Knockouts (1 per End Wall)

8" x 16" Knockouts
(2 per side wall)

2x Pick Holes

4x Pentahead Bolt Mounting

"Variable"

A

B

C

D

E

F

G

H

I

See UGS-007 for approved manufacture part #s & availability.

- Incidental traffic cover shown above

<table>
<thead>
<tr>
<th>Line Item</th>
<th>Pull Box (Type)</th>
<th>Pull Box Size</th>
<th>A</th>
<th>B</th>
<th>C</th>
<th>D</th>
<th>E</th>
<th>F</th>
<th>G</th>
<th>H</th>
<th>I</th>
</tr>
</thead>
<tbody>
<tr>
<td>3</td>
<td>PS-1</td>
<td>2' x 3'</td>
<td>24&quot;</td>
<td>36&quot;</td>
<td>35&quot;</td>
<td>32&quot;</td>
<td>44&quot;</td>
<td>4&quot;</td>
<td>5&quot;</td>
<td>6&quot; / 12&quot;</td>
<td>6&quot; / 12&quot;</td>
</tr>
<tr>
<td>4</td>
<td>PS-2</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>11</td>
<td>PS-3</td>
<td>2' 6&quot; x 4'</td>
<td>36&quot;</td>
<td>48&quot;</td>
<td>35&quot;</td>
<td>40&quot;</td>
<td>58&quot;</td>
<td>5&quot;</td>
<td>5&quot;</td>
<td>6&quot; / 12&quot;</td>
<td>6&quot; / 12&quot;</td>
</tr>
<tr>
<td>12</td>
<td>PS-4</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>19</td>
<td>PS-7</td>
<td>3' x 5'</td>
<td>36&quot;</td>
<td>60&quot;</td>
<td>47&quot;</td>
<td>44&quot;</td>
<td>68&quot;</td>
<td>4&quot;</td>
<td>5&quot;</td>
<td>6&quot; / 12&quot;</td>
<td>6&quot; / 12&quot;</td>
</tr>
<tr>
<td>20</td>
<td>PS-8</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

Typical Pull Box Dimensions

Notes:
1. To achieve proper grade or depth 6", 9" or 12" grade rings may be required.