DUCT BANK ENTRANCE TO
POWER CABLE TRENCH WHERE TRENCH
EXTENSION IS PLANNED

PLAN VIEW

2" X 12"
CREOSOTE
PRESSURE
TREATED PLANK

POWER CABLE TRENCH

PROPOSED FUTURE
EXTENSION OF
POWER CABLE TRENCH

CAP DUCTS FOR
EXTENDING INTO
FUTURE P.C.T.

PERMANENT DUCT
(KORDUCT) STRUCTURES
CONCRETE ENCASED

ELEVATION

5" DIRECT BURIED DUCTS

RIVERSIDE PUBLIC UTILITIES DEPT.- UNDERGROUND STRUCTURES

UGS-110.5